D&C INTERFACE QIT: MC/CP		UPSTATE VERSION

NOTE:  THIS IS NOT A COMMON DOCUMENT ON A MULTI-CONTRACT PROJECT.  EDIT A SEPARATE SECTION FOR EACH RELATED CONTRACT.
USE THIS DOCUMENT FOR PROJECTS LOCATED IN ALL NEW YORK STATE COUNTIES OUTSIDE OF NEW YORK CITY (MANHATTAN, BRONX, BROOKLYN, QUEENS, AND STATEN ISLAND COUNTIES).
SECTION 014100

REGULATORY REQUIREMENTS


PART 1   GENERAL

USE ARTICLE BELOW FOR ALL UPSTATE NEW YORK PROJECTS.
1.01	COMPLIANCE

	A.	Comply with applicable regulatory requirements and various codes referenced in these specifications.  Where conflicts exist between local, State, and/or Federal regulatory requirements, codes, or these specifications advise the Director’s Representative. The Director’s Representative will assist in resolving the conflicts to the satisfaction of the regulatory agencies prior to commencing the Work.

1.02	CODES

USE PARAGRAPH BELOW FOR ALL PROJECTS.  EDIT CODE SECTIONS TO SUIT SCOPE OF WORK.THE REQUIREMENT FOR A SITE SPECIFIC SAFETY PLAN SHOULD BE INCLUDED IN THE SOS.
[bookmark: _GoBack]	A.	All Work shall comply with OSHA (site specific safety plans are required on all projects), the New York State Uniform Fire Prevention and Building Code (the "Uniform Code"), which includes the current editions of Part 1220 (Residential Code), Part 1221 (Building Code), Part 1222 (Plumbing Code), Part 1223 (Mechanical Code), Part 1224 (Fuel Gas Code), Part 1225 (Fire Code), Part 1226 (Property Maintenance Code), Part 1227 (Existing Building Code). And Part 1240 (Energy Code) and their referenced standards. The referenced codes and standards shall be the date of latest revision in effect at the time of receiving bids, unless the date is given.
		1.	The contractor shall be aware of, and comply with, contractor requirements identified in the above referenced codes and standards; for example, but not limited to: OSHA (Occupational Safety and Health Administration) - Building Code of New York State  - Chapter 33 Safeguards During Construction, Existing Building Code of New York State  - Chapter 14 Construction Safeguards, Fire Code of New York State – Chapter 14 Fire Safety During Construction and Demolition, Fire Code of New York State – Chapter 26 Welding and Other Hot Work (which governs safety during construction).

USE PARAGRAPH BELOW WHEN PERFORMING ELECTRICAL WORK.
	B.	Electrical Work:  Conform to the requirements of the 2008 National Electrical Code (NEC) unless otherwise shown or specified.  The Director will be the sole judge of the interpretation of these rules and requirements.

USE PARAGRAPH BELOW ONLY FOR THE CONTRACT CONTAINING ELEVATOR WORK.
	C.	Elevator Work; conform to:
		1.	Safety Code for Elevators and Escalators, ASME A17.1-2007 or more recent publication currently referenced and accepted by the NYS Building Code.

1.03	STATE REQUIRED PERMITS AND INSPECTIONS

USE PARAGRAPH BELOW WHEN PERFORMING ELECTRICAL WORK IN STATE OWNED BUILDINGS (EXCEPTION:  DO NOT USE PARAGRAPH BELOW FOR PROJECTS BID THROUGH DEPARTMENT OF TRANSPORTATION HIGHWAY CONTRACTS SUCH AS COMFORT STATIONS.)
A.	A New York Board of Fire Underwriters inspection or certificate is not required.

USE PARAGRAPH BELOW WHEN PERFORMING ELECTRICAL WORK IN PRIVATELY OWNED BUILDINGS (LEASED SPACE).  ALSO USE PARAGRAPH BELOW FOR PROJECTS BID THROUGH DEPARTMENT OF TRANSPORTATION HIGHWAY CONTRACTS SUCH AS COMFORT STATIONS, BUT FIRST OBTAIN APPROVAL FROM BUSINESS UNIT LEADER.
B.	Obtain a New York Board of Fire Underwriters inspection and certificate.

USE THE PARAGRAPH BELOW WHEN A STORM WATER POLLUTION PROTECTION PLAN (SWPPP) HAS BEEN PREPARED FOR THE PROJECT.
C.	The Contractor or subcontractor performing site work which disturbs the site shall submit an executed and completed Contractor Certification Statement to the Director’s Representative prior to the commencement of work.  This required document is found in the Appendix.  The failure to execute this required document may result in the Contract being considered for Termination for Cause under the provisions of Article 13 of the General Conditions.

INCLUDE ARTICLE BELOW WHEN PRODUCTS ARE REQUIRED TO BE LISTED BY UL, SUCH AS ELECTRICAL PRODUCTS, VALVES, BUILDING MATERIALS, ETC.
1.04	LISTINGS

A.	Equipment and materials for which Underwriters’ Laboratories, Inc. (UL) provides product listing service, shall be listed and bear the listing mark.
1.	Alternately, Any product listed and bearing the mark from one of the other Nationally Recognized Testing Laboratories (NRTL – as recognized by OSHA) shall be an acceptable alternative to being UL listed and marked, if the listed product has been tested to the applicable standard.

INCLUDE ARTICLE BELOW WHEN FIRE RATED CONSTRUCTION IS REQUIRED.
1.05	FIRE RESISTANT CONSTRUCTION MATERIALS AND ASSEMBLIES

A.	Conform to the fire rating classifications based upon the test methods and acceptance criteria in the Standard, Fire Tests of Building Construction and Materials for which Underwriters’ Laboratories, Inc. (UL) provides listings.
1.	Materials and assemblies shall comply with the acceptance criteria, detailed description of the assembly, its performance in the fire test and other pertinent details such as specification of materials, Classification coverage, and alternate assembly details.
2.	Alternatively, fire resistance rating classifications by other issuing organizations listed in the New York State Uniform Fire Prevention and Building Code are acceptable.

1.06	UTILITIES

A.	Underground Utilities:
INCLUDE SECTION 023313 IN THE PROJECT MANUAL IF THE LOCATION OF UNDERGROUND UTILITIES IS REQUIRED.  NOTIFYING DIG SAFE PRIOR TO THE PERFORMANCE OF ANY EXCAVATIONS IS REQUIRED BY LAW.  DIG SAFE WILL TYPICALLY NOT GO ON STATE OWNED FACILITIES OR PRIVATE PROPERTY.
1.	Locate existing underground utilities prior to commencing excavation work.  Conform to all requirements of NYCRR 16 Part 753, including the following:
a.	Notify Dig Safely New York at least 48 hours in advance not counting the date of contact.
1)	Statewide:  800-962-7962.
2)	Website:  www.digsafelynewyork.com
b.	Refer to Section 023313 Underground Utility Locator Service of the Project Manual to locate all utilities on facility and/or private property.
c.	Determine exact utility locations by hand excavated test pits.  Contractor will be responsible for the proper support and protection of all utilities to remain in service.

B.	Coordination with Electric Utility Company:
USE SUBPARAGRPH BELOW WHEN PROVIDING NEW OR MODIFIED ELECTRIC SERVICE.  EDIT NAME OF UTILITY COMPANY.
1.	Comply with utility company requirements for new or modified electric service.  If a meter is required to complete the Work, arrange installation with utility company.  The utility company is ____________.
USE SUBPARAGRAPH WHEN THERE ARE CHARGES FOR THE ELECTRICAL SERVICE.  INCLUDE THE CHARGES AS AN ALLOWANCE IN SECTION 012100.  INSERT NAME AND ADDRESS OF UTILITY COMPANY.  DELETE UNDERLINE BEFORE ENTERING INFORMATION.
2.	Comply with the utility company requirements for the incoming electric service.  Pay the utility company’s charges in connection with the installation of the incoming service (An allowance for the utility company’s charges is included in Section 012100).  The utility company is ______________.
USE SUBPARAGRAPH BELOW WHEN THERE ARE NO CHARGES FOR THE ELECTRICAL SERVICE.  INSERT NAME AND ADDRESS OF UTILITY COMPANY.  DELETE UNDERLINE BEFORE ENTERING INFORMATION.
3.	Comply with the utility company requirements for the incoming electric service.  There are no utility company charges associated with the installation of the incoming service.  The utility company is ______________.

	C.	Coordination with Gas Utility Company:
USE SUBPARAGRAPH BELOW WHEN PROVIDING NEW OR MODIFIED GAS SERVICE.  EDIT NAME OF UTILITY COMPANY AND CONTACT WEB LINK.
1.	Comply with utility company’s requirements for new or modified gas service.  If a meter is required to complete the Work, arrange installation with the utility’s Energy Services Department.  The utility company is _________.  The following web link may be applicable:
a.	http://www2.nationalgridus.com/customer/ account/open_ny_kedny.jsp
USE SUBPARAGRAPH BELOW WHEN THERE ARE CHARGES FOR THE GAS SERVICE.  INCLUDE THE CHARGES AS AN ALLOWANCE IN SECTION 012100.  INSERT NAME AND ADDRESS OF UTILITY COMPANY.  DELETE UNDERLINE BEFORE ENTERING INFORMATION.
2.	Comply with the gas utility company requirements including inspection for the incoming gas service.  Pay the utility company’s charges in connection with the installation and inspection of the incoming service (An allowance for the utility company’s charges is included in Section 012100).
USE SUBPARAGRAPH BELOW WHEN THERE ARE NO CHARGES FOR THE GAS SERVICE.  INSERT NAME AND ADDRESS OF UTILITY COMPANY.  DELETE UNDERLINE BEFORE ENTERING INFORMATION.
3.	Comply with the gas utility company requirements including inspection for the incoming gas service.  There are no utility company charges associated with the installation and inspection of the incoming service.

USE PARAGRAPH BELOW FOR CONNECTIONS TO MUNICIPAL WATER SYSTEM.  INSERT NAME AND ADDRESS OF MUNICIPAL UTILITY COMPANY.  COORDINATE WITH TEMPORARY WATER IN SECTION 015000.  DELETE UNDERLINE BEFORE ENTERING INFORMATION.
D.	Coordination with Municipality for Water Connection:
1.	Comply with the municipal requirements for the connection of water lines to the municipal utility services.  Obtain and pay for all necessary permits from municipal water department.  Obtain authority to connect to their existing water mains.  The municipal utility company is ________________.
a.	Make necessary connections to existing municipal water mains under supervision of water department’s representative.
USE SUBPARAGRAPH ABOVE OR BELOW AS REQUIRED.
b.	Connections to existing municipal water mains will be made by the municipal water department.  Pay the water department’s charges for the connections.
CONFIRM USE OF AND EDIT TEXT OF SUBPARAGRAPH BELOW PER LOCAL MUNICIPAL REQUIREMENTS WHEN CONNECTING TO WATER SUPPLY.
c.	Connection Control Unit:  Install Reduced Pressure Zone (RPZs) and meters to comply with municipal standards.  Obtain meters per municipal requirements.

USE PARAGRAPH BELOW FOR CONNECTIONS TO MUNICIPAL SEWER SYSTEM.  INSERT NAME AND ADDRESS OF MUNICIPAL UTILITY COMPANY.  DELETE UNDERLINE BEFORE ENTERING INFORMATION.
E.	Coordination with Municipality for Sanitary Sewer Connection:
1.	Comply with the municipal requirements for the connection of sanitary sewer lines to the municipal utility services.  Obtain and pay for all necessary permits from municipal sewer department.  Obtain authority to connect to their existing sanitary sewers.  The municipal utility company is __________________.
a.	Make necessary connections to existing municipal sewer lines under the supervision of sewer department’s representative.
USE SUBPARAGRAPH ABOVE OR BELOW AS REQUIRED.
b.	Connections to existing municipal sanitary sewers will be made by the municipal sewer department.  Pay the sewer department’s charges for the connections.

USE PARAGRAPH BELOW FOR REHAB WORK ONLY IF THE EXISTING TELEPHONE SYSTEM IS OWNED BY THE TELEPHONE COMPANY, DO NOT USE FOR NEW WORK.  ARRANGE WITH THE STATE FACILITY FOR BUDGETING OF MONEY REQUIRED FOR RELOCATION OR REMOVAL OF EXISTING TELEPHONE COMPANY EQUIPMENT.  DETERMINE FROM TELEPHONE COMPANY EXTENT OF RACEWAY, ETC. REQUIRED TO BE INSTALLED UNDER THIS CONTRACT FOR NEW TELEPHONE SYSTEM.  ARRANGEMENTS FOR ACTUAL TELEPHONE SERVICE MUST BE MADE BY THE FACILITY.
F.	Coordination with Telephone Company:
MODIFY PARAGRAPH BELOW FOR SPECIAL CASES WHERE RELOCATION OF SPECIFIC EQUIPMENT CAN BE INCLUDED IN THE CONTRACT.  INSERT NAME AND ADDRESS OF LOCAL TELEPHONE COMPANY.  DELETE UNDERLINE BEFORE ENTERING INFORMATION.
1.	Contact the local telephone company and arrange for the removal and relocation of existing telephone equipment.  Charges resulting from relocation of telephone equipment will be paid by the State.  The local telephone company is ___________________.

USE PARAGRAPH BELOW FOR REHAB WORK ONLY IF THE EXISTING TELEPHONE SYSTEM IS OWNED BY THE STATE, DO NOT USE FOR NEW WORK.  CONTACT THE RESPONSIBLE TELECOMMUNICATIONS PERSON AND MAKE ARRANGEMENTS FOR RELOCATION OR REMOVAL OF EXISTING STATE OWNED TELEPHONE/TELECOMMUNICATION EQUIPMENT.  DETERMINE FROM THE RESPONSIBLE TELECOMMUNICATIONS PERSON THE EXTENT OF RACEWAY, ETC. REQUIRED TO BE INSTALLED UNDER THIS CONTRACT FOR NEW TELEPHONE/ TELECOMMUNICATION SYSTEM.  ARRANGEMENTS FOR ACTUAL SYSTEM WILL BE MADE BY THE TELECOMMUNICATIONS PERSON.
G.	Coordination with Telecommunications Organization:
USE SUBPARAGRAPH BELOW FOR BUILDINGS FOR WHICH OGS IS RESPONSIBLE.
1.	Contact the Statewide Office, Director of OFT Telecommunications, Albany, NY, (518) 474-3019, and arrange for the removal and relocation of existing telephone equipment.
USE SUBPARAGRAPH BELOW FOR BUILDINGS FOR WHICH OGS IS NOT RESPONSIBLE.
2.	Contact the on site telecommunications coordinator at the facility and arrange for the removal and relocation of existing telephone/telecommunication equipment.

USE PARAGRAPH BELOW IF UTILITY WORK IS REQUIRED WITHIN THE STATE HIGHWAY RIGHT-OF-WAY.
H.	Utility Work Within State Highway Right-Of-Way:
1.	Utility Work, either overhead or underground, within the boundaries of the state highway right-of-way, shall conform to procedures set forth in the following Department of Transportation publications:
a.	“Department Rules and Regulations Governing the Accommodation of Utilities Within State Highway Right-of-Way” (Part 131 - Title 17 Transportation).
b.	Manual of Administrative Procedures - “Issuance of Highway Work Permits” 7.12-2.
A STATE CANAL WORK PERMIT MAY BE REQUIRED FOR WORK ON STATE CANAL LANDS.  THE THRUWAY DIVISION PERMIT AGENT SHOULD BE CONTACTED.  THE PERMIT AGENT PHONE NUMBERS ARE ALBANY DIVISION (518) 471-5033, SYRACUSE DIVISION (315) 438-2309, BUFFALO DIVISION (716) 635-6250.

USE ARTICLE BELOW IF FIRE ALARM AND/OR SECURITY WORK IS PART OF THE PROJECT.
1.07	FIRE ALARM AND SECURITY WORK

A.	Work to install, modify, repair, or service Fire Alarm Systems and/or Security Systems shall be performed in accordance with the requirements of Article 6-D (Business of Installing Security or Fire Alarm System) of the New York State General Business Law.
USE SUBPARAGRAPH BELOW ONLY WITH FIRE ALARM WORK.
1.	Fire Alarm Work:  New York State Fire Alarm License is required for installation.

USE ARTICLE BELOW WHEN PERFORMING WORK ON MATERIALS WITH TRACE AMOUNTS OF ASBESTOS.
1.08	MATERIALS WITH TRACE AMOUNTS OF ASBESTOS

A.	Perform Work required to remove, disturb, or repair any material that contains less than 1 percent by weight of asbestos (Trace) in accordance with all applicable OSHA regulations (29 CFR Part 1926.1101).


PART 2   PRODUCTS (Not Used)


PART 3   EXECUTION (Not Used)
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