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SECTION 235416
ELECTRIC HEATERS AND EXHAUST FANS FOR CONTROL BUILDINGS

THIS SECTION WAS WRITTEN FOR A SPECIFIC APPLICATION; i.e. WHEN ELECTRIC HEAT AND EXHAUST FANS ARE USED IN CONTROL BUILDINGS (FORMERLY KNOWN AS GUARD TOWERS).
PART 1   GENERAL

1.01
SUBMITTALS


A.
Product Data:  Catalog sheets, specifications, and installation instructions.


B.
Contract Closeout Submittals:



1.
Operation and Maintenance Data:  Deliver 2 copies, covering the installed products, to the Director’s Representative.

PART 2   PRODUCTS

2.01
ELECTRIC HEATERS


A.
Baseboard Type:  Berko’s BKO Series, or Q Mark’s QMK Series, with integral thermostat.  Wattage as indicated on the drawings.


B.
Horizontal Unit Heater:  Heavy duty unit with integral control transformer; Chromalox Industrial Heating Products’ LUH Series with wall bracket.  Wattage as indicated on the drawings.



1.
Thermostats:  Heavy duty thermostats by Chromalox Industrial Heating Products, or Honeywell Inc.

2.02
EXHAUST FAN


A.
1/25 hp, 120V single phase, static pressure 1/10, 61 to 109 cfm, variable speed controller, automatic louvers; Loren Cook Co.’s 8SP15D.

PART 3   EXECUTION

3.01
INSTALLATION


A.
Install the Work of this Section in accordance with the manufacturer’s printed instructions.

END OF SECTION
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