D&C  AS
QUICK & SIMPLE

SECTION 260509
ELECTRIC WORK

PART 1   GENERAL

1.01
QUALITY ASSURANCE


A.
Qualifications:  The persons performing the Work of this Section and their supervisor shall be personally experienced in electrical work and shall have been regularly performing such work for a minimum of 3 years.


B.
UL Listing:  Equipment and materials for which Underwriters’ Laboratories, Inc. (UL) provides product listing service shall be listed and bear the listing mark.


C.
Underwriter’s Certificate:  A New York Board of Fire Underwriters inspection or certificate is not required.

PART 2   PRODUCTS

2.01
MATERIALS


A.
Raceways For Concealed Work:  Rigid ferrous metal conduit, intermediate ferrous metal conduit, or electrical metallic tubing.


B.
Raceways For Exposed Work:  Mono-System Inc.’s, Wiremold Co.’s, or , or Thomas & Betts Corp.’s surface metal raceway systems.


C.
Conductors:  Copper, insulated with Type FEP, THHN, THW, THW-2, THWN, THWN-2, XHH, XHHW, XHHW-2 insulation rated 600 volts.

PART 3   EXECUTION

3.01
PREPARATION


A.
Remove all existing exposed raceways, BX cables, outlet boxes, etc., superseded by the Work of this contract whether shown on the drawings or not.  Provide blank covers on abandoned recessed boxes.

3.02
INSTALLATION


A.
Install the Work in accordance with the requirements of NFPA 70 - National Electrical Code.
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