D&C  FJS:lmm
SRC - ELECTRIC ONLY

SECTION 260523
WIRING FOR MOTORS AND MOTOR CONTROLLERS

USE THIS SECTION FOR ELECTRICAL WORK CONTRACT ONLY.
PART 1   GENERAL

1.01
PRODUCTS INSTALLED BUT FURNISHED BY OTHERS


A.
The following items will be furnished under related contracts for installation, and connection to power wiring.



1.
Motor controllers for all Contracts.



2.
Line voltage thermostats for HVAC Work Contract.

INCLUDE OTHER LINE VOLTAGE CONTROL ITEMS WHICH CAN ALSO BE CONSTRUED AS POWER WIRING.
1.02
SUBMITTALS


A.
Not Required.  (Related contractors will deliver 2 copies of approved wiring diagrams required for power wiring and connections under the Electrical Work Contract).

PART 2   PRODUCTS

2.01
POWER WIRING


A.
Materials:  As specified in other Electrical Sections.

2.02
NAMEPLATES


A.
General:  Precision engrave letters and numbers with uniform margins, character size minimum 3/16 inch high.



1.
Phenolic:  Two color laminated engravers stock, 1/16 inch minimum thickness, machine engraved to expose inner core color (white).



2.
Aluminum:  Standard aluminum alloy plate stock, minimum .032 inches thick, engraved areas enamel filled or background enameled with natural aluminum engraved characters.



3.
Materials for Outdoor Applications:  As recommended by nameplate manufacturer to suit environmental conditions.

PART 3   EXECUTION

3.01
INSTALLATION


A.
Power Wiring:  Provide power wiring and connections for equipment installed under related contracts.  Exception:



1.
Where a power source has been provided under this Contract and it is indicated that a related trade contractor is required to provide the power wiring from the power source to the equipment.


B.
Control Equipment:  Set and connect the items to power wiring, listed under 1.01 - PRODUCTS INSTALLED BUT FURNISHED BY OTHERS.


C.
Control Wiring:  Not included in Electrical Work Contract.  (Provided by related contractors).


D.
Nameplates:  Identify each motor controller, indicating motor controlled:



1.
NEMA 1 Enclosures:  Rivet or bolt nameplate to the cover.



2.
NEMA 12 Enclosures:  Rivet or bolt and gasket nameplate to the cover.



3.
NEMA 3R, 4, 4X, 7, 9 Enclosures:  Attach nameplates to the cover using adhesive specifically designed for the purpose, or mount nameplate on wall or other conspicuous location adjacent to switch.  Do not penetrate enclosure with fasteners.
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