D&C  FJS:lmm
USE IN HVAC with 230923 or 230924

SECTION 260523
WIRING FOR MOTORS AND MOTOR CONTROLLERS

INCLUDE ONLY THIS VERSION OF SECTION 260523 WHEN SECTION 230923 - DIRECT DIGITAL BUILDING CONTROL SYSTEM OR SECTION 230924 - MODIFICATIONS TO DIRECT DIGITAL BUILDING CONTROL SYSTEM IS USED.
PART 1   GENERAL

1.01
SUBMITTALS


A.
Shop Drawings:  Complete wiring diagrams of all power and control connections (Standard diagrams will not be accepted).  Deliver 2 copies of approved wiring diagrams to the Electrical Work Contractor for installation of power wiring and connections required under the Electrical Work Contract.

PART 2   PRODUCTS

2.01
BASIC ELECTRICAL MATERIALS FOR CONTROL WIRING


A.
See Section 260502 - Basic Electrical Materials and Methods for Direct Digital Building Control Systems.

PART 3   EXECUTION

3.01
INSTALLATION, GENERAL


A.
Power Wiring:  Not included in this Contract (provided by Electrical Work Contractor).  Exception:



1.
Where a power source (at junction box, enclosed circuit breaker, safety switch, or panelboard) is provided by the Electrical Work Contractor, provide power wiring from the power source to the equipment.


B.
Control Wiring:  Provide control wiring.  See Section 260502 for basic installation methods.
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