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SECTION 262501

BUSWAY SYSTEM, TROLLEY

PART 1   GENERAL
1.01
SYSTEM DESCRIPTION

A.
Trolley busway system shall transmit electric energy through the use of trolleys running on insulated power rails, feeding various electrical appliances with receptacles and flexible cords from the trolleys.

1.02
SUBMITTALS

A.
Waiver of Submittals:  The “Waiver of Certain Submittal Requirements” in Section 013300 does not apply to this Section.


B.
Submittals Package:  Submit the shop drawings, product data, and samples specified below at the same time as a package.


C.
Shop Drawings:  Show details of the complete system as proposed to be installed (standard diagrams will not be acceptable).


D.
Product Data:  Catalog sheets, specifications and installation instructions.


E
Samples:  One of each product if different from manufacturer or catalog number specified.

PART 2   PRODUCTS
2.01
MATERIALS

A.
Trolley Busway System:  General Electric Co.’s TK, or Gould/ITE’s



TROL - E - DUCT:

EDIT FOR SYSTEM REQUIRED (ALSO AVAILABLE 2 WIRE).


1.
Rated 100 amperes, suitable for use on 120 single phase, 3 wire circuit.



2.
Trolleys as follows:

	No. of Each
	Amp.
	Voltage Rating
	No. of Wire
	Fused or Unfused

	
	30
	250
	3
	Fused

	
	30
	250
	3
	Unfused

	
	60
	250
	3
	Fused

	
	60
	250
	3
	Unfused


EDIT ABOVE (ALSO AVAILABLE 600V AND 2 WIRE).SPECIFY TYPE OF FLEXIBLE CORD AND RECEPTACLES REQUIRED IN SECTION 260519 & 262726.
PART 3 - EXECUTION
3.01
INSTALLATION

A.
Install trolley busway system in accordance with manufacturer’s printed instructions.

END OF SECTION
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