L ¥ STATE OF NEW YORK rd

OFFICE OF GENERAL SERVICES f
DESIGN AND CONSTRUCTION GROUP —
THE GOVERNOR NELSON A. ROCKEFELLER ‘;
NYS OFrFICE OF GENERAL SERVIGES /
Servind New York EMPIRE STATE PLAZA |
eroing New Tor ALBANY, NY 12242 \';__M,
A e

ADDENDUM NO. 4 TO PROJECT NO. 43704

CONSTRUCTION WORK, HVAC WORK, PLUMBING WORK & ELECTRICAL WORK
REHABILITATE FOOD SERVICE
OPERATIONS, BUILDING NOS. 3 & 20
WENDE CORRECTIONAL FACILITY
3040 WENDE ROAD
ALDEN, NY

June 14, 2012

NOTE: This Addendum forms a part of the Contract Documents. Insert it in the Project Manual.
Acknowledge receipt of this Addendum in the space provided on the Bid Form.

DRAWINGS
1. Addendum Drawings:

a. Drawing No. SKP-1, dated 6/5/2012 attach to this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated
5/31/2012).

b. Drawing No. SKP-2, dated 6/5/2012 attach to this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

C. Drawing No. SKP-3, dated 6/5/2012 attach to this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated
5/31/2012).

d. Drawing No. P-601, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted “Addendum #1 dated
5/31/2012).

e. Drawing No. P-602, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted “Addendum #1 dated
5/31/2012).

f. Drawing No. SKE-1, dated 6/5/2012 accompanies this Addendum and supersede the

originally issued drawing under Addendum No. 3 (hoted Addendum #1 dated 5/31/2012).

g. Drawing No. SKE-2, dated 6/5/2012 accompanies this Addendum and supersede the
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originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

h. Drawing No. SKE-3, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

i. Drawing No. SKE-4, dated 6/5/2012 attach to this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

J. Drawing No. SKE-5, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted “Addendum #1 dated
5/31/2012).

K. Drawing No. SKE-6, dated 6/5/2012 accompanies this Addendum and supersede the

originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

l. Drawing No. SKE-7, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

m. Drawing No. SKE-8, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

n. Drawing No. SKE-9, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

0. Drawing No. SKE-10, dated 6/5/2012 attach to this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

p. Drawing No. SKE-11, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

g. Drawing No. SKE-12, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

r. Drawing No. SKE-13, , dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

S. Drawing No. SKE-14, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

t. Drawing No. SKE-15, dated 6/5/2012 accompanies this Addendum and supersede the
originally issued drawing under Addendum No. 3 (noted Addendum #1 dated 5/31/2012).

u. Drawing No. SKE-16 dated 6/5/2012 accompanies this Addendum and forms part of the
Contract Documents.

V. Drawing No. Q-504 dated 6/5/2012 accompanies this Addendum and forms part of the
Contract Documents.

END OF ADDENDUM
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Director of Design
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EXISTING FOOD SERVICE EQUIPMENT EXHAUST MAKE UP AIR
ITEM | QTY | DESCRIPTION REFER TO DWG AMPS | KW | HP | VOLTS! PH ELECT CW | HW DRAIN GAS | MBTU [STEAM STEAM EXHAUST COLLAR | STATIC | SUPPLY | COLLAR | STATIC | REMARKS ITEM 7 7
No NOTES DIR | IND INLET RETURN _ CFM SIZE |PRESSURE CFM SIZE PRESSURE No NYS OFFICE OF GENERAL SERVICES
BUILDING 3 ,
A 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 A Sewmg New York
B 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 B AN(]})()%EYXrM. CUOMO
c 4 TOASTER RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 24 5.0 208 1 CORD & PLUG c ROANN M. DESTITO
D 1 PREPARATION SINK REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY D ; Ap(i[%rgmlxi/i.sigfvms, ALA.
E 1 HAND SINK (N.I.C.) REMOVE, SEE DWG Q - 103, SUBJECT TO "P" CONTRACT BY "P" CONTRACT E Deputy Commissioner, Design and Construction
F 1 SKITTLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY 1 120 1 I 3 & 132 F CONSULTANT
G 2 DOUBLE CONVECTION OVEN | RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 (2)9.4 3 120 1 3 120 G |
H 2 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 H v T
| 2 S/S WORK TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY I 7 EI‘\TGQIEERING PC.
J 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 J KIDENEY S T
ARCHITECTS WATERERONT VLLAGE GENTER
K 1 80 QT. MIXER RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 6.5 2 208 3 DIRECT CONNECTION K e jﬁ?ﬁ?ﬁ?ﬁ
L 2 60 QT. KETTLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 3 3 L
M 1 60 QT. KETTLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 3 3 M n omaccr; zoomnao0
N 1 40 QT. KETTLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY N
0 1 40 QT. KETTLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY 0 Roth Consulting Group, Inc.
P 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 P 424 BEWLEY BULDING, LOGKPORT, NEW YORK 14084
Q 1 | HAND SINK (N.L.C.) REMOVE , REMOVE Q-103, SUBJECT TO "P" CONTRACT R BY "P" CONTRACT | Q e
R 1 VEGETABLE CHOPPER RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 12.8 120 1 R ekl edhntt
s 1 | POTATO PEELER RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 208 3 s L. F. = NGINEERING, PLLC.  Fax (10 ss65001
T 1 | PREPARATION SINK RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 @ @y 2 T Sirueturlane G
U 1 S/S WORK TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY u @ STOHL
ENVIRONMENTAL, LLC
Vv 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 v St ket a8 s et ot
w 1 | CUTTING TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY w e e ™
X 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 X WARNING:
Y 1 CORNER PREP TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY Y THE ALTERATION OF THIS MATERIAL IN ANY WAY,
z 1 SLICER RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 5.6 5 120 1 CORD & PLUG z ggg&ggs%ﬂﬁ HE?EERQEEEE'TREF%TF'{ONANOZRQ H%%“(";yf*RABLE
AA 1 SLICER CART RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AA ENGINEER FOR AN ENGINEER OR LANDSCAPE ARCHITECT
FOR A LANDSCAPE ARCHITECT, IS A VIOLATION OF THE
AB 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AB NEW YORK STATE EDUCATION LAW AND/OR REGULATIONS
AC 1 S/S WORK TABLE REMOVE, SEE DWG Q- 103, TURN OVER TO FACILITY AC AND 1S A CLASS “A" MISDEMEANOR.
AD 1 REFRIGERATOR RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 8 ! 120 1 CORD & PLUG AD
AE 1 HAND SINK (N.I.C.) RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 I I 13 BY "P" CONTRACT | AE
AF 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AF
AG 1 SCULLERY SINK RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 @3 @3 2 AG
AH 1 S/S WORK TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY AH
Al 1 ICE MACHINE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 135 120 1 CORD & PLUG Al
AJ 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AJ
AK 1 S/S WORK TABLE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AK
AL 1 REFRIGERATOR RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 19.2 120 1 CORD & PLUG AL
AM 1 HANDSINK (N.I.C.) REMOVE, SEE DWG Q - 105, SUBJECT TO "P" CONTRACT I In 14 BY "P" CONTRACT | AM CONTRACT:
AN 1 SERVING LINE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AN PLUMBING
AO 1 MILK COOLER RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 2.5 120 1 CORD & PLUG AO THLE:
AP 1 CONDIMENT LOCK UP RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AP REHABILITATE FOOD SERVICE OPERATIONS
AQ 1 S/S WORK TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY AQ BUILDING NOS. 3 & 20
AR 1 HANDSINK (N.I.C.) REMOVE, SEE DWG Q - 103, SUBJECT TO "P" CONTRACT BY "P" CONTRACT | AR
AS 1 | UTENSIL"B" LOCK UP RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AS LOCAT'ON‘WENDE CORRECTIONAL FACILITY
AT 1 UTENSIL "B" LOCK UP RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AT 3040 WENDE ROAD
AU 1 UTENSIL "B" LOCK UP RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AU ALDEN, NEW YORK
AV 1 FILE CABINET STORAGE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AV CLIENT-
AW 1 | UTENSIL"A" LOCK UP RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AW DEPARTMENT OF CORRECTIONS
AX 1 | UTENSIL"A" LOCK UP RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AX AND COMMUNITY SUPERVISION
AY 1 CHEMICAL STORAGE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AY
AZ 1 PADDLE LOCK UP RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 AZ
BA 1 S/S WORK TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BA
BB 1 S/S TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BB
BC 1 S/S TABLE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BC
BD 1 KOSHER FOOD STORAGE RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 BD
BE 1 FOOD STORAGE CABINET RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 BE
BF 1 FOOD STORAGE CABINET RELOCATE , SEE DWG Q - 101, Q-102, REMOVE Q-105 BF
BG 1 EYE WASH STATION (N.I.C.) RELOCATE, SEE DWG Q-101, Q-102, REMOVE Q-105 o i 2" BY "P" CONTRACT | BG
BH 1 ICE MACHINE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY 120 1 I 2" BH
BI 1 SERVING LINE REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BI
BJ 1 MILK COOLER REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BJ
BK 1 MELINK SYSTEM SEE DWG Q-101, Q-103 AND Q-104 BK
BL 1 HANDSINK (N.I.C.) REMOVE, SEE DWG Q - 103, SUBJECT TO "P" CONTRACT o I 2" BY "P" CONTRACT | BL
BM 1 SOILED DISH TABLE REMOVE, SEE DWG Q-101, RELOCATE SEE DWG Q-106 o I 2" BM 06/05/2012 | ADDENDUM
BN 1 DISH MACHINE REMOVE, SEE DWG Q-101, RELOCATE SEE DWG Q-106 gn 2" FROM BOOSTER HEATER| BN 2/15/2012 BID DOCUMENT
BO 1 CLEAN DISH TABLE REMOVE, SEE DWG Q-101, RELOCATE SEE DWG Q-106 BO MARK DATE DESCRIPTION
BP 1 BOOSTER HEATER REMOVE, SEE DWG Q-101, RELOCATE SEE DWG Q-106 o * * BP ROJECT
BQ 1 LOCKABLE CABINET REMOVE, SEE DWG Q-101, RELOCATE SEE DWG Q-106 BQ NUMBER: 43704-P
BR 2 EXHAUST DUCTS REMOVE, SEE DWG Q-101, RELOCATE SEE DWG Q-106 600 16" x 4" BR DESIGNED BY: SJ7
BS 1 WALK-IN COMPRESSOR REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BS DRAWN BY- si7
BT 1 WALK-IN COMPRESSOR REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BT FELD CHECK.
BU 1 WALK-IN COMPRESSOR REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BU
BV 1 WALK-IN COMPRESSOR REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BV FPPROVED:
BW 1 WALK-IN COMPRESSOR REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BW SHEET TITLE:
BX 1 WALK-IN COMPRESSOR REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BX TEMPORARY KITCHEN
BY 1 WALK-IN COMPRESSOR REMOVE, SEE DWG Q - 103, TURN OVER TO FACILITY BY
’ / EQUIPMENT SCHEDULE
RAL NO PLUMBING
A.  ALL FIXTURES AND EQUIPMENT WILL BE REMOVED BY THE CC DRAWING NUMBER:
UNLESS NOTED OTHERWISE ON THIS SCHEDULE.
B.  THE_PC SHALL DISCONNECT_ALL CW, DHW, SAN, GW AND P—601

VENT PIPING FROM ALL FIXTURES AND EQUIPMENT AS
INDICATED ON THE FLOOR PLANS PRIOR TO REMOVALS.




NEW FOODSERVICE EQUIPMENT SCHEDULE NYS OFFICE OF GENERAL SERVICES
BUILDING 3 MAKE UP AIR S ; N Y IQ
erom et I or
ITEM | QTY | DESCRIPTION REMARKS FURN| S.I.P | UTIL | AMPS | KW | HP | VOLTS| PH DIR | NEMA ELECT CW | HW DRAIN GAS| BTU |STEAM|STEAM PRESS.EXHAUST| COLLAR| STATIC | SUPPLY | COLLAR | STATIC | REMARKS ITEM g
No NOTES DIR | IND INLET | OUT CFM SIZE |PRESSURE| CFM SIZE PRESSURE No ANDREW M. CUOMO
Governor
1 1 WALK-IN COOLER (1123) SEE DWG Q-104 c C E 20 ckt 115 1 X LIGHTS/ DOOR HEATER 1 ROANN M. DESTITO
2 1 COOLER EVAPORATOR COIL SEE DWG Q-104 C C P/E 1.8 s 208 1 X n 2 Commissioner
JAMES M. DAVIES, A.LA.
3 1 COOLER CONDENSER SEE DWG Q-104 C C E SEE ITEM 15 FOR|THE TOTAL LOAD 3 Deputy Commissioner, Design and Construction
4 1 COOK CHILL COOLER SEE DWG Q-104 c C 20 ckt 115 1 X LIGHTS/ DOOR HEATER 4 CONSULTANT
5 1 C. C. COOLER EVAPORATOR COIL| SEE DWG Q-104 C C 9.4 .05 208 1 X FAN & DFST HEATERS 3 5
|
6 1 C. C. COOLER CONDENSER SEE DWG Q-104 c c SEE ITEM 15 FOR|THE TOTAL LOAD 6 .
7 1 WALK-IN COOLER SEE DWG Q-104 C C E 20 ckt 115 1 X LIGHTS/ DOOR HEATER 7 S~ E,‘Q’GwEER.NG PC.
8 1 COOLER EVAPORATOR COIL SEE DWG Q-104 c C P/E 1.8 .05 208 1 X 3 8 KIDENEY AN A LTI
9 1 COOLER CONDENSER SEE DWG Q-104 C C E SEE ITEM 15 FOR|THE TOTAL LOAD 9 ﬁ&%t'ﬁcli SUTE 25,60 LAKERRONT SOULEVARD
Buffalo, New York 14228 AX:
10 1 WALK -IN FREEZER SEE DWG Q-104 C C E 20 ckt 115 1 X LIGHTS/ DOOR HEATER 10 T6EI65T00  Fox?I 66365783 7ieI845 5002 PAX. 710)845-6187
11 1 FREEZER EVAPORATOR COIL SEE DWG Q-104 c C PIE 13.67 .05 208 1 X FAN & DFST HEATERS an 11 R
12 1 FREEZER CONDENSER SEE DWG Q-104 C C E SEE ITEM 15 FOR|THE TOTAL LOAD 12
13 1 WALK -IN FREEZER (1122) SEE DWG Q-104 C C E 20 ckt 115 1 X LIGHTS/ DOOR HEATER 13 Roth Consulting Group, Inc.
14 1 FREEZER EVAPORATOR COIL SEE DWG Q-104 C C P/E 13.67 .05 208 1 X FAN & DFST HEATERS an 14 424 BEWLEY BUILDING, LOCKPORT, NEW YORK 14004
P: 716-433-5111, F: 716-433-5355
15 1 FREEZER CONDENSER SEE DWG Q-1 04 C C 594 35 208 3 x 15 rothconsulting@verizon.net
16 1 CART WASHING HOSE REEL SEE DWG Q-104 P P %" %" 1-1/2" 16 200;0.I‘1n1Jg‘r1n%s Quldut’)\‘c:(nzgvzvé
uite , Buffalo,
- " (716) 688-306
17 1 | FLOORTROUGH SEE DWG Q-104 P P 3 17 L.F. F NGINEERING, PLLC.  rax. 110 caa001
18 1 WORK TABLE SEE DWG Q-104 C C P/E 18 Structural and Civil
19 4 TOASTERS SEE DWG Q-104 C C E 24 5 208 1 6-30P CORD & PLUG 19 @ STOHL
20 | 1 | HANDSINK SEE DWG Q-104 P P ooy | e 20 240 ENVIRONMENTAL, LLC
21 1 EXHAUST HOOD SEE DWG Q-104 C C 10 27 208 3 X 4200 |14"X26" | -1.312 1120 | 6" X 16" 188 21 T
(716) 312-8092 — Fax
22 1 FIRE SUPPRESSION SYSTEM SEE DWG Q-104 C C E 20 ckt 115 1 X 29
23 2 STEAMER SEE DWG Q-104 C C P/E 6 115 1 X @) %" on I 1 20 THRU WATER FILTER 23 WARNING:
THE ALTERATION OF THIS MATERIAL IN ANY WAY,
24 1 80 GA. KETTLE SEE DWG Q-104 c C P/E a 1" 3 24 UNLESS DONE UNDER THE DIRECTION OF A COMPARABLE
- . 3n Tn PROFESSIONAL, 1.E. ARCHITECT FOR AN ARCHITECT,
25 3 60 GA. KETTLE SEE DWG Q-104 C C P/E 3 3 2 25 ENGINEER FOR AN ENGINEER OR LANDSCAPE ARCHITECT
26 1 40 GA. KETTLE SEE DWG Q-104 C C P/E %" %n %-v 26 FOR A LANDSCAPE ARCHITECT, IS A VIOLATION OF THE
NEW YORK STATE EDUCATION LAW AND/OR REGULATIONS
27 1 S/S FLOOR PAN SEE DWG Q-104 C C P 6" 27 AND IS A CLASS 'A’ MISDEMEANOR.
28 3 CONVECTION OVEN SEE DWG Q-104 C C P/E (2) 9.4 3/4 115 1 5-15P CORD & PLUG 1" 120 28
29 2 S/S WORK TABLE SEE DWG Q-104 c c c 29
30 2 S/S WORK TABLE SEE DWG Q-104 c c c 30
31 1 80 QT. MIXER SEE DWG Q-104 C C E 10 27 208 3 X 31
32 1 S/S WORK TABLE SEE DWG Q-104 C C c 32
33 1 HAND SINK SEE DWG Q-104 P P P I I 1-1/2" 33
34 1 S/S WORK TABLE SEE DWG Q-104 C C c 34
35 1 VEGETABLE PREPARATION SINK | SEE DWG Q-104 C c Cc/P g 2" 35
36 1 POTATO PEELER SEE DWG Q-104 C C P/E 3.8 1 208 3 X o 2" 36
SEE DWG Q-104 i
37 1 SLICER c C E 6 5 115 1 5-15P CORD & PLUG 37 ONTRACT,
38 1 SLICER CART SEE DWG Q-104 c c c 38 PLUMBING
39 3 HOT FOOD TABLE SEE DWG Q-104 c c CIPIE 24 208 1 X 1 1" 39
SEE DWG Q-104 1" TITLE:
40 2 COLD FOOD TABLE C C P/E 6.0 1/4 115 1 5-15P CORD & PLUG 40 REHABILITATE FOOD SERVICE OPERATIONS
41 2 FLAT TOP TABLE SEE DWG Q-104 C C 41 BUILDING NOS. 3 & 20
42 1 S/S WORK TABLE SEE DWG Q-104 c c 42
43 1 SCULLERY SINK SEE DWG Q-104 C C I I 2" 43 LOCATION:
44 2 ICE MACHINE SEE DWG Q-106 c c P/E 13 3 115 1 5-15P CORD & PLUG i 2" 44 WENDE CORRECHON?%'— FACILITY
44A 2 WATER FILTER SYSTEM SEE DWG Q-106 C C P 3 44A iol_gg NWENNE[;\I/-: YOOQIE
45 2 FLOOR TROUGH SEE DWG Q-106 C C P 3 45 ,
CLIENT:
46 2 | REFRIGERATOR SEE DWG Q-106 c c E 11.9 3 115 1 46 DEPARTMENT OF CORRECTIONS
47 2 S/S WORK TABLE SEE DWG Q-106 47
Q c c c AND COMMUNITY SUPERVISION
48 2 FLAT TOP COUNTER SEE DWG Q-106 C C C 48
49 2 HOT SERVING COUNTER SEE DWG Q-106 C C P 24 208 1 X 3" 1" 49
50 2 FLAT TOP COUNTER SEE DWG Q-106 C C C 50
51 2 COLD FOOD COUNTER SEE DWG Q-106 C C P 6.0 1/4 115 1 5-15P CORD & PLUG A" 51
52 2 FLAT TOP COUNTER SEE DWG Q-106 C C C 5
53 2 MILK DISPENSER SEE DWG Q-106 C C E 25 1 115 1 5-15P CORD & PLUG 53
54 2 HAND SINK SEE DWG Q-106 P P P g T 112" ”
55 2 | CONVECTION OVEN SEE DWG Q-102, Q-104, Q-105 C C PE | (2)94 34 | 115 1 5-15P CORD & PLUG ™ 120 COSDINATE RELOCATION | 55
56 2 DRAIN BOARDS SEE DWG Q-102, Q-105 C C E 56
57 3 FLOOR TROUGH SEE DWG Q-102, Q-105 C C 4" 57
58 1 HAND SINK SEE DWG Q-102, Q-105 P P ER 15" 58
59 1 EXHAUST HOOD SEE DWG Q-102, Q-105 C C E 20 ckt 115 1 X 3375 12" X 24" | -0.747" 59
60 1 FIRE SUPPRESSION SEE DWG Q-102, Q-105 Cc Cc P/E 60
61 2 | SISWALLCAP SEE DWG Q-104 C c .
62 1 S/S WALL CAP SEE DWG Q-104 C C 62 06,/05/2012 ADDENDUM
63 1 S/S WALL CAP SEE DWG Q-104 c c 63 2/15/2012 BID DOCUMENT
2 S/S WALL CAP i C C
64 SEE DWG Q-104 64 MARK DATE DESCRIPTION
65 1 STEAMER SEE DWG Q-102,REMOVE Q-105 C C P/E 6 115 1 X @) %" on I 1 20 THRU WATER FILTER 65
- PROJECT
UNASSIGNED NUMBER -
> 66 43704-P
67 - UNASSIGNED NUMBER 67
DESIGNED BY: SJZ
68 1 FLOOR CLEANING MACHINE SEE DWG Q-104 C C E 25 115 1 68
DRAWN BY; SJZ
69 1 WATER FILTER SYSTEM (TEMP.) | SEE DWG Q-102, REMOVE Q-105 | C C P 3 69
70 2 WATER FILTER SYSTEM SEE DWG Q-104 C C P %-. 70 FIELD CHECK:
71 1 COMPOST COOLER SEE DWG Q-102 C C E 20 ckt 115 1 X DOOR LIGHTS 71 APPROVED:
79 1 COOLER EVAPORATOR COIL SEE DWG Q-102 C C P/E 2.0 208 1 an 72 SHEET TITLE:
73 1 COOLER CONDENSER SEE DWG Q-102 C C E 9.5 1-1/2 | 208 3 X £ PERMANENT KITCHEN
74 2 FREEZER SEE DWG Q-102 C C E 12.0 120 1 5-15P CORD & PLUG 74
75 4 HOT FOOD CART SEE DWG Q-104 c C E 1.7 120 1 5-15P CORD & PLUG 75 EQU | PM ENT SCH EDU I—E
76 4 | HOTFOOD CART SEE DWG Q-104 C C E 17 120 1 5-15P CORD & PLUG 76 PLUMBING
GENERAL NOTES: 77 1 DRY FOOD TRAILER SEE DWG Q-102 C C E 60 CKT. 220 3 X 77
20 CKT. 120 1 X LIGHTS DRAWING NUMBER
“ e BOUERA RS 8 SR (e 1 cooueR ke sez ows a0 e e & |won 2 9 z
SCHEDULE. 20 CKT. 120 1 X LIGHTS P . 6 O2

B. THE PC SHALL CONNECT ALL CW, DHW, SAN, GW AND
VENT PIPING TO ALL FIXTURES AND EQUIPMENT AS
INDICATED ON THE FLOOR PLANS.
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P FULLY RATED EQUIPMENT RATING IS PANELBOARD SHORT CIRCUIT RATING
DESIGNATION: LP-KIT B REQUIRED FOR THIS PANELBOARD 22,000 RMS SYMMETRICAL AMPERES
UL LISTED INTEGRATED EQUIPMENT MAIN LUG ONLY 0
CABINET NEMA TYPE: O SHORT CIRCUIT RATING IS ACCEPTABLE
/B 3R O40 4XD 120 FOR THIS PANELBOARD MAIN CIRCUIT BREAKER ®
g UL LABEL ‘SUTABLE FOR USE FRAME | POLES| ATE | COMPONENTS (SEE BELOW)
MOUNTING: SURFACE AS SERVICE EQUIPMENT' 150 3 1 150 | -
MAIN: 150A BRANCH/FEEDER CIRCUIT BREAKERS
VOLTAGE: 120/208
120/208 DESCRIPTION ATE | NO. ABC NO.| ATE DESCRIPTION
PHASE: 3 EXIT LIGHTING CIRCUIT boA-1P| 1 T A2 poa—ip| LGHTING CIRCUIT
NO. WIRES: 4 NIGHT LIGHTING CIRCUIT e-1p| 3 D -S4 boa-1p| UGHTING CIRCUIT
EXTERIOR LIGHTING CIRCUIT boa-tp| 5 D A6 poa1P| LGHTING CIRCUIT
OTHER REQ: — AD—1 15A=2F 7 IH A8 BoA-1P| LIGHTING CIRCUIT
m I 19 ™4+ 10 poa-1P| LIGHTING CIRCUIT
SPARE boa-18] 11 T N1z B0A-1P| OFFICE LIGHTING
UL CAPACITY SPARE boa-1p| 13 - 114 hoa-1P| SPACE
NEUTRAL BUS R LIGHTING CONTACTOR 20A—2P] 15 |H {16 poa-1P| SPACE
COUPHENT | b7 18 poa-1p| SPACE
GROUNDING BUS [ SPAGE boa-1p| 19 {20 boa-1P| SPACE
SPACE boa-p| 21 D D22 hoa-1p| SPACE
SECONDARY SUReE SPACE hoa-1p| 23 |- T {24 oA-1P| SPACE
CATEGORY C [ SPACE 20a-1p| 25 |- N 26 poa-17| SPACE
EF—1 60a-3¢ | 27 T {28 a1
29 =T T-H 30 |15 | 80 QT. MIXER (ITEM 31)
il b T 32
Ropeip] 33 P 34
POTATO PEELER (ITEM 38) 154-3p| 35 =T A ;
37 80 T 38 |60A-3p | EF-2
} 39 D 40
. PP - FULLY RATED EQUIPMENT RATING IS PANELBOARD SHORT CIRCUIT RATING
DESIGHATION: PPXR2 B REQUIRED FOR THIS PANELBOARD 22,000 RMS SYMMETRICAL AMPERES
UL LISTED INTEGRATED EQUIPMENT MAIN LUG ONLY O
CABINET NEMA TYPE: O SHORT CIRCUIT RATING IS ACCEPTABLE
M RO 40 40 120 FOR THIS PANELBOARD MAIN CIRCUIT BREAKER %
g UL LABEL 'SUMABLE FOR USE FRAME | POLES| ATE | COMPONENTS (SEE BELOW)
MOUNTING: SURFACE _ AS SERVICE EQUIPMENT' 295 3 | 225 | -
MAIN: 225A BRANCH/FEEDER CIRCUIT BREAKERS
: 120/208
VOLTAGE: 120/208 DESCRIPTION ATE |No.| ABC  |No.| ATE DESCRIPTION
PHASE: 3 .. WALK—IN COOLER (IEM 1) 20A-1p| 1 T N2 20A-1P| WALK—IN FREEZER (TEM 10)
NO. WIRES: 4 FREEZER EVAP COIL (ITEM 2) 20A-2P] 3 |H Hl 4 |20A—2P| COOLER EVAP COIL (ITEM 8)
i P 15 464 ! |
OTHER REQ: = WALK-IN FREEZER (TTEM 4) a0htp] 7 D {78 G0A-17] C.C. COOLER (TEM 13)
C.C. COOLER EVAP COIL (ITEM 14) b0A—2P| 9 IH n_,;,l 10 |20a-2P] FREEZER EVAP COIL (ITEM 11)
i L 11 =1z 4]
FULL CAPACITY WALK—IN COOLER (TEM 7) 20a-1P] 13 =T D14 B0A-1P| RECEPTACLES
NEUTRAL BUS ® FREEZER EVAP COIL (ITEM 5) 504-2P] 15 |H {16 [20a-1P| RECEPTACLES
I P e 1718 [20A-1P| RECEPTACLES
EROUAENE BUS CONDENSER (ITEM 3,6,9,12,15) 8P| 19 {20 poa-1F| RECEPTACLES
21 {22 |20a-1P| RECEPTACLES
AEONRY SURGE } B T 123 b D174 poA-1P| EF—4
CATEGORY C 0 BPARE S Rp] 96 D D125 poa-1P| CUH-1
SPACE boa-tp| 27 |- {28 poa-1p| sPARE
SPACE boa-1P| 28 D141 30 oa-1P| SPARE
SPACE boa—ip| 31 =P N 32 |ooa-1P| SPACE
SPACE boa-1p| 33 D A1 34 poa-1P| SPACE
SPACE hoa-1P| 35 N 36 0A-1P| SPACE
SPACE hoa-1p| 37 {38 Doa-1P| SPACE
SPACE poa-1p| 39 T {40 poa-1P| SPACE
SPACE boa—1P| 41 DD 22 poa-1P| SPACE

.

193M4S 1C01d [LXLL



TEMPORARY KITCHEN -

EQUIPMENT ELECTRICAL CONNECTION SCHEDULE

LOAD CONNECTION TYPE NEMA 1 DISC. SWITCH (1) NEMA 3R DISC. SWITCH (2) NEMA 4SS DISC. SWITCH (3)
BRANCH CIRCUIT WIRING
T RO ENT DESGRIPTION ary e W AVPS VOLTAGE PHASE PANEL CIRCUIT BREAKER | CIRCUIT NUMBER o e | o wien NOTES
AND RECEPT @) SWITCH AMPS FUSE SIZE SWITCH AMPS FUSE SIZE SWITCH AMPS FUSE SIZE
PHASE GND CONDUIT
c TOASTER 4 5 24 208 1 PP-TEMP 2P.30A. /N1-1oDD | 2-012 1-12 172" X
F SKITTLE 1 1 120 1 PP-TEMP P2 A A 2712 112 V2"
G CONVECTION OVEN 2 3/4 (2)9.4 120 1 PP-TEMP (.20a  )13-23,6163) 2-+12 1-=12 172"
K 80 QT. MIXER 1 2 6.5 208 3 PP-TEMP NN 3012 1-e12 12" X 30 NA
R VEGETABLE CHOPPER 1 12.8 120 1 PP-TEMP 1P.20A, 6 2-212 1-=12 172"
s POTATO PEELER 1 208 3 PP-TEMP 3P.20A. 8.10,12 3-012 1-=12 172"
z SLICER 1 5 5.6 120 1 PP-TEMP 1P.20A. 14 2-212 1-+12 172" X
AD REFRIGERATOR 1 13 8 120 1 PP-TEMP 1P.20A, 16 2-212 1-*12 172" X
A ICE MACHINE 1 135 120 1 PP-TEMP 1P.20A, 18 2-012 1-=12 172" X
AL REFRIGERATOR 1 19.2 120 1 PP-TEMP 1P.25A, 20 2-210 1-#10 3/4" X
40 MILK COOLER 1 2.5 120 1 PP-TEMP P.20A [\ 22 2-%12 1-e12 172" X
BH ICE MACHINE 1 120 1 PP-TEMP ’13,2.%.\';A 2-012 1-12 172" X
55 CONVECTION OVEN 2 (2)9.4 115 1 PP-TEMP Qg.zo& 28,30,62-72) 2-10 1-10 3/4" X
59 EXHAUST HOOD 1 120 1 PP-TEMP PZOR" 2-012 1-+12 12" X 30 NA
NNV PNONONONONONONONONONONONONONONONONONONONONNONONONONONONONONONONE NN N VWV VY v
65 STEAMER 1 6 15 1 PP-TEMP 1P.20A. 67 2-012 1-012 12" X 30 )
AAAAARAAAAAAAAAAAAAAAAAAAANAAAAAAAAAAAAAAARAAAAANAAAAAAAAAARAAAAAAAANAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAAN, AAAAT AN AT ~
TRALER TEMP. COOLER TRALER T 208 3 PP-TEMP SP.60A, | 54.36.38 | 3-%6 ~e10 *C. X 60 NA
TRALER TEMP. STORAGE TRAILER 1 208 3 PP-TEMP 3P.60A. | 3537,39 | 3-°6 1-10 . X 60 NA

(- v )

d
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(2—SECTION PANEL) PANELBOARD- SCHEDULE AN M. CUDMO
/ ROANN M, DESTITO
. PP— FULLY RATED EQUIPMENT RATING IS PANELBOARD SHORT CIRCUIT RATING ' ] | | 1AMES M DAVIES, ALA. _
DESIGNATION. PP KIT1 SUB) m REQU'RED FOR THIS PANELBOARD 22.000 RMS SYMMETRICAL AMPERES Peputy Commissicner, Design and Construction
UL LISTED INTEGRATED EQUIPMENT MAIN LUG OMLY O | | CONSULTANTS
CABINET NEMA TYPE: [0 SHORT CIRCUIT RATING IS ACCEPTABLE ‘ :
@ RO A0 XD 120 FOR THIS PANELBOARD MAIN CIRCUIT BREAKER Xl
A
UL LABEL ‘SUITABLE FOR USE FRAME | POLES| ATE COMPONENTS (SEE BELOW) |
MOUNTING: SURFACE AS SERVICE EQUIPMENT’ 100 3 100 | SHUNT TRIP MCB .
MAIN: 100A BRANCH/FEEDER CIRCUIT BREAKERS ENGIEEANG F.C.
VOLTAGE: 120/208 DESCRIPTION AE [No.| ABC  |No.| ATE DESCRIPTION mmeete R
THEMA S TISREEPE. 032 PAX: 417
PHASE: 3 CONVECTION OVEN (ITEM 55) boA-1P] 1 =10 7N-{"2 [0A-1P| CONVECTION OVEN (TEM 28) i
NO. WIRES: 4 CONVECTION OVEN (ITEM 55) boa-1p| 3 |- "4 oa-1P| CONVECTION OVEN (ITEM 28) s os sty
CONVECTION OVEN (ITEM 55) hoa-1p| & |- "6 RoA-1P| CONVECTION OVEN (TTEM 28)
OTHER REQ: — CONVECTION OVEN (|TEM 55) 20A-1P -*-«-4\ 4\“ 8 P0A-1P| CONVECTION OVEN (iTEM 28) '.:':_ xfaleLN[g D‘gﬁ mg::n?}lO;RE@%GEAEU:L I ANY
STEAMER (ITEM 23) boa-1p| 9 =T {10 oA-1P| CONVECTION OVEN (ITEM 28) ARCHTECT, ENGHLER FOR Y ENGNELR 0 LANDSGAPE
STEAMER (ITEM 23) boA-1P| 11 T {12 p0A-1P| CONVECTION OVEN (ITEM 28) g“EGL'E‘Zb;YD“TC;mM,”
SPARE boa-1p| 13 T —{ 14 '
FULL CAPACITY | e ELECTRICAL

NEUTRAL BUS & SPARE 20A-1P
SPARE boa-1p| 17 =T
EQUIPMENT

GROUNDING BUS &

SECONDARY SURGE
ARRESTORS
CATEGORY € O

REHABILITATE FOQOD
SERVICE OPERATION
BUILDING NOS. 3 & 20
RN

| WENDE CORRECTIONAL FACILITY

3040 WENDE ROAD
ALDEN, NY
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(9)(E) (7) SETS OF 4-500 MCM
AND *4/0 GND.IN 4" CONDUIT

(250 AMP MAIN CIRCUIT
BREAKER

(EY750 KVA TRANSFORMER
T-20, 4160V PRI-120/208V,
5 PHASE 4W SEC.

—+ — |— |+ € (E) MANHOLE
| No.8(MH-8)
oy
] 1
= (E)3-350 MCM
(E)DOUBLE LOAD ° KV SHIELDED

INTERRUPTER
SWITCH FUSED

PARTIAL POWER DISTRIBUTION DIAGRAM BLDG. 20

SCALE: NOT TO SCALE

DRAWING NOTES:

@

PROVIDE CUTLER HAMMER GENERATOR QUICK
CONNECT SWITCHBOARD 2000AMPS, WITH 2000

AMP ADJUSTABLE TRIP CIRCUIT BREAKER, 2087120V,
3 PHASE, 4 WIRE, 65,000 KAIC INTERRUPTING RATING
MINIMUM. TYPE 3R ENCLOSURE. PROVIDE 120V, 20 AMP
CIRCUIT TO LNPB-1CKT 14, FOR THERMOSTATICALLY
CONTROLLED SPACE HEATER

PROVIDE 2000AMP FEEDER, 5 SETS OF (4)600
KCMIL COPPER AND (10250 KCMIL COPPER GROUND
IN 4" CONDUIT. PROVIDE BUS EXTENSIONS AND
TERMINATE FEEDER ON THE LOAD SIDE OF THE
MAIN CIRCUIT BREAKER (MCB). PROVIDE CUTLER
HAMMER FACTORY BUS EXTENSIONS AND LUGS. ALL
PENETRATIONS SHALL BE WEATHER TIGHT. ROUTE
CONDUITS UNDER GROUND.

PROVIDE ONE (1) KIRK KEY INTERLOCK ON THE

2500 AMP MAIN CIRCUIT BREAKER (MCB) ONE (1) ON
PRIMARY SWITCH AND TWO (2) ON THE GENERATOR
CIRCUIT BREAKER (CB) SO THAT THE GENERATOR CB
CANNOT BE CLOSED UNTIL THE 2500 AMP MCB AND THE
PRIMARY FUSES ARE OPEN. CORRDINATE KEY TYPE FOR
THE GENERATOR CB WITH THE PRIMARY AND MCB KIRK
KEY INTERLOCK.

PROVIDE GROUNDING AND CONNECT TO SWITCHGEAR
GROUNDING GRID SYSTEM, COORDINATE WITH EXISTING
GROUNDING AT SWITCHBOARD, REFER TO DETAILS 3/E-501
AND 1/7E-502 FOR TYPICAL GROUNDING ARRANGEMNT.
COORDINATE WITH FINAL PAD SIZES

PROVIDE 8" REINFORCED CONCRETE PAD, 84"WX42"D.
FASTEN SWITCHBOARD TO PAD AS PER MANUFACTURERS
REQUIREMENTS, COORDINATE PAD AND EQUIPMENT
HEIGHTS IN FIELD.

4160V, PRIMARY SWITCH, FEEDER LOOP "A", WITH
KIRK KEY INTERLOCK.

4160V, PRIMARY SWITCH, FEEDER LOOP "B", WITH
KIRK KEY INTERLOCK.

SECONDARY 2500AMP MAIN CIRCUIT BREAKER (MCB) AND
DISTRIBUTION 2087120V, 3 PHASE, 4 WIRE, 65,000 KAIC
INTERRUPTING RATING. COORDINATE FINAL TERMINATIONS
POINTS AND PROVIDE ALL COMPONENTS TO ACCOMIDATE
INCOMING FEEDERS WITH MANUFACTURER.

REFER TO SHEET G-003 FOR PHASING PLAN AND E-101FOR
ADDITIONAL REQUIRED WORK.
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ETR ETR ETR ETR
PP1179 PP1180 PP1181 PP1182
EXTERIOR | INTERIOR
( (E)(7) SETS OF 4-%00 MCM
(_ AND #4/0 GND.IN 4" CONDUIT )
Iégég‘“r%{grf%suom-]kv A A A A A AN AN A AP
TRANSFORMER T-20, B E BoR BU Caon
4180V PRI (DELTA) SIZE 24"LX45"WXA48
208/120V, 3 PHASE, 4W PROVIDE TAP BOX
SECONDARY. INSTALLED AS REQUIRED
IN PHASE 1 (PHASE 2)
2500A BUS DUCT -
DOUBLE 1040 scconpagy TR O TR 2
SWITCH FUSED BREAKER (MCB) Egl-’fll_“x?,g?'(wilfg"l—i i (E)PULL
PROVIDE TAP BOX HOX
REQUIRED A
(PHASE 2) <} TAPBOX — /— EXTEND
PULL BOX
/|  AND EXISTING
3P.2500A FEEDER < < <
2 F p £ 2 L 8 Q o
3 &?ﬁ.} 4 _. | ™ 2 ( g( E(
. C AND (1) 350 KCMIL GND.IN 4') i\ | M " i
i - { CONDUIT WITH IN DUCT , ,~ PROVIDE - 3 1
: P % BANK (PHASE 2) BUILDING 3 & PULLBOX ¢ | EXISTING G.E. 2500A. MDSB-20
- _ L AP BASEMENT Biadhndede g i 3@, 4 WIRE, 120/208V.
YTy SECONDARY CONDUITS IN —om- i
3P.2000A UNDERGROUND DUCT BANK | EXTERIOR
7™ (PHASE 1) 1
LNPB-1 P
¥ 14 |
GENERATOR 1
QUICK CONNECT |
SWITCHBOARD 1
(PHASE 1) b
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PRIMARY SECONDARY
4160 V. 120/208 V.
/ CASE A
O | —5
FACT R — ™~
BUS CABLES 7 /
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AN,
g \\ K\ 2
|
- AR

SYSTEM BONDING JUMPER — I

(SEE NOTE 1) e GROUNDING ELECTRODE
Y TOR (SEE NOTE 1)

oD GROUND GRID\

(_REFER TO E-501_J
S SPECIFIC NOTES:

GROUNDING CONDUCTORS ARE SIZED
TO ACCOMMODATE TRANSFORMER
RATED AS FOLLOWS:

TRANSF GEC BOND
750 KVA #*4/0  *500KCMIL

SCALE: NO SCALE_ \gjgy
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KITCHEN EQUIPMENT ELECTRICAL CONNECTION SCHEDULE
LOAD COMNECTION TYPE NEMA 1 DISC. SWITCH (1) NEMA 3R DISC. SWHC!:E 2} NEMA 458 [HSC. éV\ﬂTCH )]
. BRAKCI CIRCUT WIRING B
e pesemeN i H o AuiFS YR e P o et Pt il “"““%?"RED SWITCH AMPS | FUSE SIZ€ | SWITCH AMPS | FUSE SIZE | SWITCH AMPS | FUSE SZE "
PHASE GHD CONDLUIT
i WALK-IN CODLER (123) 1 20ckt | 18 1 PP-KIT2 | 1P.20A 1 2-e12 | 1otz e X 30 NA LIGHTS/D00R HEATER
2 COOLER EVAPORATOR COIL 1 11s T8 208 i PP-ITZ | 2P.20A | 3,5 z-o1z | -2 wa X 30 P -
3 COOLER CONDENSER 1 18 87 208 3 PP-KIT2 19,21,23 { REFER TOITEM 15 )‘Li’x
4 | CODK CHLL COOLER (1122} 1 200kt | 15 1 PP-KT2 | P20A. | 8 22 | e | war X 30 ma | § Liewrs/noor veater f |
5 C.C. COOLER EVAPORATOR COIL 1 05 1387 | 208 3 PP-KIT2 2P.20A. | 10,12 2-012 1-012 van x A HA FA EATEH
8 €.C. COOLER COMDENSER 1 2 78 | 208 3 PP-KIT2 9.2123 X N (reFER TOMTEM 15 ) X
7 WALK-N COOLER (120 1 20ckt | 15 i PP-KIT2 | 1P.20A | 13 202 | 1-em vz X T | MA LigHTS? €R
) COOLER EVAPORATCR COIL 1 05 18 208 1 PP-IT2 | 2P.20A. | 1507 | 2-012 | t-et2 vz X NP A
9 COOLER CONDENSER 1 2 88 | 208 3 PP-KIT2 1,21,23 X /N AN
™ WALK-IN FREEZER (11243 1 20ckt | 15 1 FP-IOT2 | 1P.20A. 2 2-n2 | 12 wa x [T MA
1 FREEZER EVAPORATOR COIL 1 05 13.67 | 208 1 PP-OT2 | 2P.20A. | 48 2012 | t-oi2 1z X Al 3B MA FANMMDESLHEATERS
12  FREEZER CONDENSER 1| 38 B8 | 208 3 PP-KIT2 19.21.23 X /N ) 7 JAON
13 WALK-# FREEZER (113 1 20ckt | TG 9 PR-KIT2 .20 7 2-%12 1-e12 " X ST | MA LiGhTe REATER
PAND SIS V-7 i WY W O - I - -0 I > T WY TT SR O S SR S O T SO S - 30, A, | AN & DFST HEATERS
{k 15 COOLER COMDENSER 1 3s \Ba | 208 3 PP-KITZ | 2P.80A. | 1,223 | 3-22 18 | 112" _ % 00 SINGLE POINT CONN.
% TOASTERS 3 5 2| 208 T ek ﬂ?ﬁ% 2B | Vol | | B-30P CORD & PLUG
T2 EXHAUST HOOD 1 27 0 208 3 PP-KITI | 3PA5A | 15B47/10\3-*12 | t=12 | w2 X 30
PR Y Vi VY e Vo Y G NG e - R G g oy g | g o by g e 7
23 STEAMER 2 8 120 1 PP-HUTISUB) | .20A | 8, 2012 | t1-o12 e % 30
{ 28 CONVECTION OVEN 3 34 @04 | 15 1 PP-TISUS) | P.30A | 2-92 | 2-%0 | e 374" | B-15P CORD & PLUG
A 2 3 80 QUART MIXER 1 27 0 208 3 LP-HIT IP.BA. | 30,32,34| 3-e12 | t-ef2 ar X : 30
36 POTATO PEELER 1 3.8 208 3 LP-KIT IPABA | 36,5738 | 3-o12 | 1-e@ va X 30 ) N ]
Mt e i e e ey z /\J\:‘:J\i g e T %" T G T e T P e el o o o i e el S St W il i o 2 P i w‘m
D HOT FOOD TADLE 3 % 24 | 208 1 PP-KT1 | 2P.30A | 28-38 | 2-e8 | t-e10 | 3/4" X S S N {1 Kw PER LT
40 COLD FOOD TASLE 2 114 8 15 1 T PP-KITt | T20A | 2 2-012 1-212 2" 5-16P i 'Eaéfo‘ﬁl'c?ém?sﬁ)‘éd'abt‘ﬁﬂé')
P R MR = = = e e A A A A R R U O T R T P a0 T aB.ar = ao ey B e R A R L PLOE |
A 48 REFRIGERATOR 2 12 e | 120 1 PP-TI | P.20A | 2031 | 2-e12 | {2 | y/2v { & JVAAN I N N ST "
49 HOT SERVING COUNTER 2 8 24 208 1 PRAKITE | 2P.30A. | 43-49 | 2-e8 3-8 aran X 130W FER UMIT
51 COLD FOCD GOUNTER 2 | 1m 8 15 1 PP-KITI | F.20A | 4448 | 2012 | tel2 | 2" | 5-15p 1 ] CORD & PLUG
WK Ot SR A ' )y Ay A -y N S I 21 21T S M S N 13 NG i PIFALS AL SII S PIRITS CORD & FLUG
58 CONVECTION OVEN 2 a/a @94 | 5 1 PR-KITISUBY | P.20A. | 43,57 | 2-°10 | 1-%10 3/4* | B-15P A T T T T coRD u PEUG
5T e it i iy i i = b i ik iy ™ 7. [ il g T T i VT Sl 1 e (S D S S ittt et R R S A
B0 1 200t |15 1 PP-HKIT1 BI0A | 42 202 | ez | 2 % 30 e ————
R ] FLOUR CLE ARG MACHIE oo SO AR MRS - S NN CE IR NS NI N N ARG N S e R it GORD & PLUG
7 COMPOST GOOLER LIGHTING 1 Wkt | 115 1 TRRRY T BaoA [ 27.28,31 | 2-e12 | 1-ei2 va" X 30 NA | PROVIDE CKT. I DUCT BANK
72 COMPOST COOLER EVAP COIL 1 2 208 1 LPE-1 P304 | 3335 | 2-%12 | 112 var A X 30 PROVIDE CKT. IN DUCT BANK
73 COMPOST COOLER CONDENSER 1 15 9.5 208 3 LN 3P.20A. | 37 3012 | o2 v X 20 PROVIDE_CKT, IN DUGT BANK
74 FREEZER I Y ™ 120 1 PR-KT1 | P20A | 7881 | 2e12 | tow2 a2 §-15P £ CoRD & PLUG
75 HOT FOGD CART 4 17 120 1 PP-IITY P20af 28 % 2012 | o2 va" 5-16P L CORD & PLUG 4
76 HOT FOOD CART & 17 120 1 PP-KITY p20a( w8 ) 212 | toi2 va" B-15P | CORD % PLUG ¢/ 1\
AN Y
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FANELBOARD SCHEDULE
CABINET NEMA TYPE: O SHORT GIRCUT RTING 15 ACCEPTABLE WAN LUC ONLY =
'R RO40 40 120 FOR THIS PANELBOARD MAIN CIRCUT BREAKER [
UL LABEL ‘SUITABLE FOR USE FRAME | POLES| ATE | COMPONENTS (SEE BELOW)
MOUNTING: SURFACE ~t B AS SERVICE EQUIPMENT w00 | 3 | 400 | -
MAIN; 400A BRANCH/FEEDER CIRCUIT BREAKERS
VOLTAGE: 120/208 DESCRIPTION &E N0  aBc  |no am DESCRIPTION
PHASE S TOASTER (ITEM C) 30A-2P] 1 IH JT T 2 boa-1P| CORRIDOR RECEPTACLES
NO. WIRES: 4 ! 13 - A1 4 Boa-1p| SKITTLE (TEM F)
TOASTER ([TEM C) 50427 5 |H N{ 6 BoA-1P| VEGETABLE CHOPPER (ITEM R)
OTHER REQ: = i 17+ — 8 [am-2 | POTATO PEELER
TOASTER (ITEM C) 30A-2F) 9 IH — 10
] P T — 12
FULL CAPACITY OVEN (ITEM G) oa-1p] 13 =1 D14 foa-1P| SUCER (ITEM Z)
NEUTRAL BUS B SHUNT TRIP (ITEM G) boa-1p| 15 - {16 B0A-1P| REFRIGERATOR (ITEM AD)
OVEN (ITEM G) boa-1p| 17 T D18 koa-1P] ICE MACHINE ({ITEM Al)
W V| M s SHUNT TRIP (TEM G) poa1p] 19 |-"P 4D 20 [P5A-1P| REFRIGERATOR (TEM AL)
| QVEN (ITEM G) boa-1p] 21 T D 22 boa-1P] MILK COOLER (ITEM AO)
| Doy SURGE SHUNT TRIP (ITEM G) boa-1p| 23 D AN1"24 POA-IP| ICE MACHINE (ITEM BH)
| CATEGORY € O AD~1 _ 154-27 25 T Dy 26 P0A-1P| CORRIDOR LIGHTING
! NEIS) {28 poA-1P] OVEN (ITEM 55)
80 Q7. MIXTER (ITEM K} 254030 28 =TT D[ 30 poa-1P] SHUNT TRIP- (ITEM 55)
31 =T 132 boa-1P{ SPARE
33 —{ 34 [50-%F | TEMP TRAILER
TEMP TRAILER 50A-3P | 35 T — 36
7T — 38
38 - A~{ 40 oa-1P| SPARE
TEMP TRAILER LIGHTING 20417 41 - A_142 BOA-1P| SPARE
TEMP POWER Foa-2p| 43 1 AN"a4 D0A-1P| TEMP POWER
! I & {46 poa-1P| TEMP POWER
TEMP POWER s0a-2¢] 47 a8 hoa-1P| TEMP POWER
I T Jee}bm {50 [oa—tP] TEMP POWER
RECEPTACLE ooa-17| 51 -1 D157 boa-1P| TEMP POWER |
RECEPTACLE 20a-1p| 53 {54 poa-1P] TEMP POWER
RECEPTACLE 2o-1P| 55 {56 Poa-1P| TEMP POWER
TEMP SERVING LINE 20a-1F| 57 1 Hl 58 [30A—2F TEMP SERVING LINE
RECEFTACLES h04-1P| 59 |- —60] | !
OVEN (ITEM G) boa-1p| 61 T | {62 poA-1P| OVEN (TEM 55)
SHUNT TRIP (ITEM G) poa-1p| 63 - D162 POA-IP| SHUNT TRIP ITEM 55
STEAMER (TEM 65) boa-1p| &5 1 {66 POA-1P| OVEN (ITEM 55)
SHUNT TRIP (ITEM 65) b0A-1P| 67 - {68 poa-1P| SHUNT TRIP ITEM 55
TOASTER (ITEM C) 304-2P| 69 |H 170 poa-1P| OVEN (TTEM 55)
! N D_{72 EoA-1P| SHUNT TRIP IMEM 55
SPACE 0oA-1P| 73 |- {74 poA-1P] SPACE
SPACE boa-tp| 75 - 4176 poa-1P| SPACE
SPACE poa-tp| 77 1 {78 poa-1P| SPACE
SPACE boa—1p| 79 {80 poA—1P| SPACE
SPACE por-1p | 81 - {82 hoa-1P| SPACE
SPACE poa-1p| 83 T "84 poa—1P| SPACE
PANEL NOTES:
A WHEN NO LONGER IN USE, REMOVE PANELBOARD AND ALL ASSOCIATED CONDUIT AND WIRE. TURN OVER TO FACILITY.
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FULLY RATED EQUIPMENT RATING IS PANELBOARD SHORT CIRCUIT RATING

DESIGNATION: PP—KITt

CABINET NEMA TYPE:

1R RO40&KO120
MOUNTING: SURFACE

MAIN: 4004

VOLTAGE: 120/208

v

REQUIRED FCR THIS PANELECARD

22,000 RMS SYMMETRICAL AMPERES

UL UISTED INTEGRATED EQUIPMENT
(I SHORT CIRCUIT RATING IS ACCEPTABLE

FOR THIS PAMELBOARD

MAIN LUG ONLY

a

MAIN CIRCUIT BREAKER &

0 UL LABEL °SUITABLE FOR USE
AS SERVICE EQUIPMENT

FRAME @ POLES

ATE COMPONENTS (SEE BELOW)

400 3

400 -

BRANCH/FEEDER CIRCUIT BREAKERS

DESCRIPTION ATE | NO. ABC NO.| ATE DESCRIPTION
PHASE: S TOASTER (ITEM 19) 04-2P] 1 |H A 2 [oa-1P| HOT FOOD CART (ITEM 75)
NO. WIRES: 4 ! I 13 {4 }oa-1P| HOT FOOD CART (ITEM 75)
TOASTER (ITEM 19) 304-2P] 5 IH_“ {6 [oa-1P| HOT FOOD CART (ITEM 75)
OTHER REG: — ] P 17 {8 [0A-1P| HOT FOOD CART (ITEM 75)
TOASTER (ITEM 19) 3042 © |n_“ {10 oA-1P| HOT FOOD CART (ITEM 76)
] [ T 112 oA~iP| HOT FOOD CART (ITEM 76)
FULL CAPACITY EXHAUST HOCD (TTEM 21) 15h=-3P| 13 — A1 14 koa~1P| HOT FOOD CART (ITEM 78)
MEUTRAL BUS ® 15 116 20A-1P| HOT FOOD CART (ITEM 786}
17 P18 120a-1P| RECEPTACLES
%mﬁmw_ﬂm S m FIRE SUPPRESSION SYSTEM (ITEM 22) poa-1p| 18 =D P20 B0A-1P| RECEPTACLES
_ COLD FOOD TABLE (TEM 40) boa-1p| 21 {22 boa-1P| RECEPTACLES
oonDeRY SURGE SPARE boa-1p| 23 T ~ 24
CATEGORY C = ICE MACHINE (ITEM 44) MESS HALL A poa—tp| 25 T {26 poa-1P| SLICER (ITEM 37)
ICE MACHINE (ITEM 44) MESS HALL B poa-1p| 27 D P 28 |30a-2F HOT FoOD TABLE (ITEM 39)
REFRIGERATOR (ITEM 46) MESS MALL A poa-1p| 29 T 30| | | .
REFRIGERATOR (ITEM 46) MESS HALL B8 poA-1P| 31 D ‘T~ 32 |30A-2F] HOT FOOD TABLE (ITEM 39)
MILK DISPENSER (ITEM 53) MESS HALL Apoa—ip| 33 T 34| | _
MILK DISPENSER (ITEM 53)MESS HALL B p0a-1P| 35 1 T 36 [30a-27] HOT FOOD TABLE (TEM 30)
SPARE 30a-2P] 37 ..H NJ38] | _
! BEls {20 boa-1P| EXHAUST HOCD (ITEM 59)
MIXER VALVES hoa-1P| 41 T A 42 boa-1P| FIRE SUPPRESSION SYSTEM (TEM 60)
HOT SERVING LINE (ITEM 49) A 30A-2P| 43 ..H {44 B0A—1P| COLD FOOD COUNTER (TTEM 51} A
I [ 451 {26 B0A—1P| COLD FOOD COUNTER (ITEM 51} B
HOT SERVING LINE (ITEM 49) B 30A-2P| 47 IH {48 boa-1P| SPARE
| [ 49 D 50 poa-1P| RECEPTACLES
SPARE hoa-1p| 51 T {52 poa-1P| RECEPTACLES
FLOOR MACHINE oos-1P| 53 -1 {54 poa-1P| RECEPTACLES
PP—KIT1{SUE) 100A-37| 55 — 58 boaA—1P| RECEPTACLES
57 - A58 poA-1P| RECEPTACLES
59 | HI 60 {304-2F] SPARE
SPARE bor-1p| 61 T —{62] 1 _
SPARE hoa-1P| 63 |~T° {64 B0A-1P| SPARE
SPARE poA-1P| 65 -1 {66 h0A-1P| SPARE
SPARE 504-2P| 67 IH 68 poa—1p| SPACE
[ [ 69~ {70 poa-1p| sPacE
SPACE hot—1p| 71 172 poa-ip| SPAcE
SPACE boa-1P| 73 —D—4+—D{ 74 poa-1P| SPACE
SPACE hoa—18} 75 =T A 78 hoa-1P| SPACE
SPACE hoa-1P] 77 -+ 78 boa-1p| sPace
SPACE boa-1p] 79 - {80 boa-1P| SPACE
SPAGE boa-1P| 81 T N 82 boa-1P| SPACE
SPACE h0a-1P | 83 D~ 84 poa-1P| SPACE
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