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ADDENDUM NO. 2 TO PROJECT NO. 43957
CONSTRUCTION WORK, ELECTRICAL WORK AND HVAC WORK
PROVIDE SECURITY SYSTEMS UPGRADES
BROOKWOOD SECURE CENTER
419 SPOOK ROCK RD
CLAVERACK, NY 12513

February 15, 2013

NOTE: This Addendum forms a part of the Contract Documents. Insert it in the Project Manual.
Acknowledge receipt of this Addendum in the space provided on the Bid Form.

E CONTRACT:
DRAWINGS:

1. Drawing ED-101 Add to keyed note 1: Remove low voltage fence detection central power wiring
from the signal ductbank system.

2. Revised Drawing:
a. Drawing Nos. E-101, and E-603 noted “REVISED 2/13/2013”
accompany this Addendum and supersede the same numbered originally issued drawings.

3. Drawing E-103 Detail 3, Reference the Telecom room as the Basement Data Room.

4. Drawing E-601 Detail 4 Door Schedule: delete reference to the following Doors 10, 12, 14, 15,
29, 40, 41 and 42 they have been removed from the project.

END OF ADDENDUM
James Dirolf, P.E.
Director of Design
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OCFS PROJECT NO. — CFS2199

ENTIRE MAIN FACILITY FENCE PERIMETER. FENCE PERIMITER IS APPROX. 2800'.
INTRUSION DETECTION IS TO BE INSTALLED ALONG THE INTERIOR FENCE.
REFER TO SHEET E-502 FOR DETAILS.

2/14/2013 ADDENDUM 2
INTRUSION DETECTION IS TO BE INSTALLED THROUGH THE INTERIOR OF THE 10/30/2012 BID DOCUMENTS
PEDESTRIAN GATE. REFER TO SHEET E-502 FOR DETAILS. MARK DATE DESCRIPTION
PROVIDE 20' POLE, BASE AND CONDUIT PATHWAY FOR POLE MOUNTED CAMERAS. PROJECT _
REFER TO DETAIL 3 & 7 SHEET E-501. NUMBER: h. W 0 m N m
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