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STATE OF NEW YORK 

OFFICE OF GENERAL SERVICES 

DESIGN AND CONSTRUCTION GROUP 

THE GOVERNOR NELSON A. ROCKEFELLER 

EMPIRE STATE PLAZA 

ALBANY, NY  12242 

 

 

ADDENDUM NO. 1 TO PROJECT NO. 44162 

 

HEATING, VENTILATION, AND AIR CONDITIONING WORK 

REPAIR HVAC CONTROLS and SYSTEMS 

FINGER LAKES RESIDENTIAL CENTER 

250 AUBURN STREET 

LANSING, NEW YORK 

 

February 3, 2014 

NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 

 

SPECIFICATIONS: 

 

1. 230923 DIRECT DIGITAL BUILDING CONTROL SYSTEM; Insert the following sentences to 

the Paragraph 2.02-A.4:  

 

Provide SDCU’s for all HVAC equipment provided under this contract. Existing HVAC 

equipment shall be provided with SDCU’s or the controls on existing HVAC equipment shall be 

re-utilized and upgraded to provide web-based interface without the use of third party drivers or 

software. 

 

2 233301 SECURITY TYPE DUCTWORK ACCESSORIES; Add the accompanying document 

(pages 233301-1 through 233301-2) to the Project Manual.   

 

HVAC WORK DRAWINGS: 

3. Drawings H-103, H-104, and H-105:  Add General Mechanical Note 1 to each drawing as 

follows: 

GENERAL MECHANICAL NOTE: 

1. Provide Inmate Transfer Grilles (ITG’s) for the inmate bedrooms in Housing Units 1, 2, 3, 4, 

5, 6, 7, 8, 9, and 10.  The ITG’s shall be located back-to-back on both sides of the wall 

separating the bedroom from the common area. Locate ITG’s at an elevation of 4 inches 

below the bedroom ceiling.  ITG’s shall have an 8” x 8” perforated face plate rated for 110 

CFM.  Refer to Specification Section 233301.  Provide ITG’s for the following rooms: 

Drawing H-103 - Housing Units 1 & 2: Rooms 109 through 123; Rooms 138 through 152. 
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Drawing H-104 - Housing Units 3, 4, 5, and 6: Rooms 157 through 171; Rooms 186 through 

200; Rooms 205 thru 219; Rooms 234 thru 248. 

Drawing H-105 - Housing Units 7, 8, 9, and 10: Rooms 253 through 267; Rooms 282 through 

296; Rooms 301 through 315; Rooms 330 through 344. 

  

 

NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 

 

 

 
 

END OF ADDENDUM 

 

 

 

James Dirolf, P.E. 

Director of Design 
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SECTION 233301 
 

SECURITY TYPE DUCTWORK ACCESSORIES 
 
 
PART 1   GENERAL 
 
1.01 RELATED WORK SPECIFIED ELSEWHERE 
 
 A. Metal Ductwork:  Section 233113. 
 
1.02 REFERENCES 
 
 A. ACGIH:  American Conference of Governmental Industrial Hygienists. 
 
 B. AMCA:  Air Movement and Control Association. 
 
 C. NFPA:  National Fire Protection Association. 
 
 D. SMACNA:  Sheet Metal and Air Conditioning Contractors National Association, 

Inc. 
 
 E. UL:  Underwriters Laboratories, Inc. 
 
1.03 SUBMITTALS 
 
 A. Waiver of Submittals:  The “Waiver of Certain Submittal Requirements” in 

Section 013300 does not apply to this Section. 
 
 B. Shop Drawings:  Schedule listing manufacturer’s model number and location for 

each security barrier. 
 
 C. Product Data: 
  1. Catalog sheets, diagrams, standard schematic drawings, and installation 

instructions for each manufactured product. 
  3. Schedule:  List type, manufacturer’s model number, and location for the 

following: 
   a. Security grilles. 
    
    
 
1.04 QUALITY ASSURANCE 
 
 A. Regulatory Requirements: 
  1. Unless otherwise shown or specified, comply with the applicable 

requirements of the following: 
   a. SMACNA:  Gages of materials, fabrication, sealing, and 

installation shall be in accordance with the SMACNA Manuals. 
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1.05 MAINTENANCE 
 
 A. Special Tools: 
  1. One bar deflection key for every five supply grilles and/or every five 

return grilles. 
 
PART 2   PRODUCTS 
 
2.01 SECURITY GRILLES  
 
  
 A. Inmate Transfer Grille (ITG): 
  1. Face Plate:  Continuously welded to grille sleeve. 
   a. Steel:  Minimum 3/16 inch steel plate. 
   b. Hole Size:  1/4 inch diameter. 
   c. Hole Spacing:  3/8 inch staggered centers. 
  2. Grille Sleeve:  10 gage cold rolled steel formed with welded seams. 
  3. Security Angle Frame:  1 x 1 x 3/16 inch shipped loose for field 

installation. 
 
 
2.02 FASTENERS 
 
 A. Machine Screws:  ANSI/ASME B18.6.3. 
   
  1. Exposed Machine Screws:  Countersunk flat head security head Torx 

center pin screws, unless otherwise specified. 
 
 
PART 3   EXECUTION 
 
3.01 INSTALLATION - GENERAL 
 
 A. Unless otherwise shown or specified, install the Work of this Section in 

accordance with the manufacturer’s printed installation instructions and the 
SMACNA Manual. 

END OF SECTION 
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