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CONSTRUCTION WORK - PLA 

MAJOR BUILDING RENOVATIONS FOR THE 
MANHATTAN FORENSIC 

RELOCATION 
MANHATTAN PSYCHIATRIC CENTER 

600 EAST 125th STREET 
WARDS ISLAND, NY 10035 

 
 
December 1, 2015 
 
NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 
 
CONSTRUCTION SPECIFICATIONS 
 
1. Page 095324-8, Subparagraph 2.05 A.2,b.(Revised Section dated 8/12/2015):  Delete this 

Subparagraph in its entirety and replace with the following: 
 "b. 7140 Accessible Panels (With Accessibility Hole).  Assume 20% of overall ceiling panels 

will be accessible.  Locations to be determined in shop drawings." 
 
SPECIFICATIONS (APPENDIX) 
 
2. Document BDC 406 SUMMARY OF SPECIAL INSPECTIONS:  Discard the Document bound 

in the Project Manual in its entirety  
 
3. Document BDC 406.1 STATEMENT OF SPECIAL INSPECTIONS:  Discard the Document 

bound in the Project Manual and substitute the attached Document (6 pages) noted “REVISED 
12/01/2015”. 

 
CONSTRUCTION DRAWINGS 
 
4. Revised Drawings: 
 a. Drawing Nos. A-100-6, A-102-2A, A-102-2B, A-113-2, A-115-2, A-116-2,  A-702-2, A-

704-2 and AR-106-2 noted “REVISED DRAWING 12/01/2015” accompanies this 
Addendum and supersedes the same numbered originally issued drawing, and any 
previously issued revised drawings. 

 
 
ELECTRICAL DRAWINGS 
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5. Drawing No. E-501, DETAIL No. 3:  Delete this Detail in its entirety. 
 
6. Revised Drawings: 
 a. Drawing Nos. E-100-2E, E-102-2A, E-501, and ED2-100-2 noted “REVISED 

DRAWING 12/01/2015” accompanies this Addendum and supersedes the same 
numbered originally issued drawing, and any previously issued revised drawings. 

 
NOTE TO BIDDERS:  Be advised that additional clarifications and/or modifications may be  

    issued by addenda in the future. 
 

END OF ADDENDUM 
 
Margaret F. Larkin 
Executive Director 
Design and Construction 
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STATEMENT OF SPECIAL INSPECTIONS Project No.: 44578 
Instructions:  BCNYS Section 1704.1.1 requires the project Design Professional to complete the Statement of Special Inspections as a condition for issuance of the Construction Permit. Complete each 

section of this form as applicable, and submit it to the Code Compliance Manager with the Summary of Special Inspections (BDC 406) and Construction Permit Application (BDC 399). 

 

PROJECT INFORMATION: DESIGNER INFORMATION: CONSTRUCTION INFORMATION: 
Project Description: (Project Title, Facility Name and Address) 

Major Renovation for the Manhattan Forensic Relocation 
Building No. 102 
600 East 125 Street 
Wards Island, NY 10035 
 
 

Architect/Engineer/Consultant: 

RBSD/STV JV 
 

Engineer In Charge: 

J. McCullough 

Region: 

2 

Name of Person Completing Form: (if different from above) 

Michael Rogatsky, STV Incorporated 

Name of Person Completing Form: (if different from above) 

      

Phone: 

212-614-7688 

Date: 

6-15-15 

Phone: 

      

Date: 

      

Business Unit: 

4 

Comments: 
REVISED 12/01/2015 

Comments: 
      

Team Leader: 

Alex D'Oelsnitz 
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REFERENCE 
STANDARD 

BCNYS 
REFERENCE SPEC SECTION COMMENTS REGIONAL INSPECTION 

ASSIGNMENTS 

 A. Steel Construction        

 1. Material verification of high-
strength bolts, nuts, and 
washers. 

  Applicable ASTM 
material specifications. 

AISC ASD, 
Section A3.4; 
AISC LRFD, 
Section A3.3 

1704.3 051200 Includes submittal review and 
field verifications 

      

 2. Inspection of high-strength 
bolting. 

  AISC LRFD, 
Section M2.5 

1704.3, 
1704.3.3 

051200 Field inspection , bearing type 
connections-periodic, slip 
critical-continuous 

      

 3. Material verification of 
structural steel. 

  ASTM A 6 or A 568 1704.3, 1708.4 051200 Field inspection. Assure 
conformance to ASTM standards 
specified in the approved 
documents. 
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 4. Material verification of weld 
filler materials. 

  AISC, ASD, 
Section A3.6; 
AISC LRFD, 
Section A3.5 

1704.3 051200 Includes a) review of 
manufacturer's certificate of 
compliance and b) field 
verification of identification 
marking to AWS specification. 

      

 5. Inspection of welding:   AWS D1.1, D1.3, D1.4; 
ACI 318: 3.5.2 

1704.3, 
1704.3.1, 
1903.5.2 

051200 Shop and field inspection.       

 a. Structural steel     051200             

 b. Reinforcing steel           Shop and field inspection.       

 6. Inspection of steel frame 
joint details 

   1704.3, 
1704.3.2 

051200 Field inspection       

 B. Concrete Construction        

 1. Inspection of reinforcing 
steel, including prestressing 
tendons, and placement 

 
 ACI 318: 3.5, 7.1-7.7 1704.4, 1903.5, 

1907.1, 1907.7, 
1914.4 

033000 Field inspection.       

 2. Inspection of reinforcing 
steel welding.   AWS D1.4; 

ACI 318: 3.5.2 
1704.4, 

1903.5.2 
                  

 3. Inspection of bolts to be 
installed in concrete prior to 
and during placement. 

   1704.4, 1912.5 033000 Field inspection.       

 4. Verify use of required 
design mix. 

  ACI 318: Ch. 4, 5.2-5.4 1704.4, 1904, 
1905.2-1905.4, 
1914.2, 1914.3

033000 Submittal review.       

 5. Sampling fresh concrete: 
slump, air content, 
temperature, strength test 
specimens. 

  ASTM C 172, C 31; 
ACI 318: 5.6, 5.8 

1704.4, 1905.6, 
1914.10 

033000 Includes all field testing and 
evaluation of laboretory strength 
reports. 

      

 6. Inspection of placement for 
proper application 
techniques. 

  ACI 318: 5.9, 5.10 1704.4, 1905.9, 
1905.10, 

1914.6, 1914.7, 
1914.8 

033000             

 7. Inspection for maintenance 
of specified curing 
temperature and 
techniques. 

  ACI 318: 5.11, 5.13 1704.4, 
1905.11, 

1905.13, 1914.9

033000 Field inspection of curing process       

 8. Inspection of prestressed 
concrete. 

  ACI 318: 18.20, 
18.18.4 

1704.4                   

 9. Erection of precast 
concrete members. 

  ACI 318: Ch. 16 1704.4                   
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 10. Verification of in-situ 
concrete strength prior to 
stressing of tendons and 
prior to removal of shores 
and forms from beams and 
slabs. 

  ACI 318: 6.2 1704.4, 1906.2 033000 Review field testing and 
laboratory reports. 

      

 C. Masonry Construction 
L1 = Level 1 Inspection 

required for 
nonessential facilities. 

L2 = Level 2 Inspection 
required for essential 
facilities. 

See 1704.5 for clarification. 

  ACI 530/ 
ASCE 
5/TMS 
402, 

Ch. 35 

ACI 
530.1/ 
ASCE 
6/TMS 
602, 

Ch. 35 

   

 1. Verify to ensure 
compliance:         

    a. Proportions of site prepared 
mortar and grout. 

  L1 
 L2 

 2.6A 1704.5                   

    b. Placement of masonry units 
and construction of mortar 
joints. 

  L1 
 L2 

 3.3B 1704.5                   

    c. Location and placement of 
reinforcement, connectors, 
tendons, anchorages. 

  L1 
 L2 

 3.4, 3.6A 1704.5                   

    d. Prestressing technique and 
installation. 

  L1 
 L2 

 3.6A, 3.6B 1704.5                   

    e. Grade and size of tendons 
and anchorages. 

  L1  2.4B, 2.4H 1704.5                   

    f. Grout space prior to 
grouting. 

 L2   3.2D 1704.5                   

    g. Placement of grout.  L2   3.5 1704.5                   

    h. Grouting of tendons.  L2   3.6C 1704.5                   

 2. Inspection shall verify:         

    a. Size and location of 
structural elements. 

  L1 
 L2 

 3.3G 1704.5                   

    b. Type, size, and location of 
anchors. 

 L2  L1 1.15.4, 
2.1.1 

 1704.5                   

    c. Specified size, grade, and 
types of reinforcement. 

  L1 
 L2 

1.12 2.4, 3.4 1704.5                   

    d. Welding of reinforcement 
bars. 

 L1 
 L2 

 2.1.10.6, 
2.1.10.6.2 

 1704.5                   
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    e. Cold/hot weather protection 
of masonry construction. 

  L1 
 L2 

 1.8 1704.5, 2104.3, 
2104.4 

                  

    f. Prestressing force 
measurement and 
application. 

 L2  L1  3.6B 1704.5                   

 3. Inspection prior to grouting.   L1 
 L2 

1.12 3.2D, 3.4, 
2.6B, 3.3B 

1704.5                   

 4. Grout placement.  L1 
 L2 

  3.5, 3.6C 1704.5                   

 5. Preparation of grout 
specimens, mortar 
specimens, and/or prisms. 

 L1 
 L2 

  1.4 1704.5, 
2105.2.2, 

2105.3 

                  

 6. Compliance with 
documents and submittals. 

  L1 
 L2 

 1.5 1704.5                   

 D. Wood Construction 
Fabrication of wood structural 
elements and assemblies. 

   1704.6, 
1704.2 

                  

 E. Soils        

 1. Site preparation.    1704.7.1 310000             

 2. During fill placement.    1704.7.2 310000             

 3. Evaluation of in-place 
density. 

   1704.7.3 310000             

 F. Pile Foundations 
Installation and load tests. 

   1704.8                   

 G. Pier Foundations 
Seismic Design Category 
(SDC) C, D, E, F. 

   1704.9, 1616.3                   

 H. Wall Panels and Veneers 
Seismic Design Category 
(SDC) E, F. 

   1704.10, 
1616.3, 1704.5

                  

 I. Sprayed Fire-Resistant 
Materials 

                      

 1. Structural member surface 
conditions. 

   1704.11.1                   

 2. Application.    1704.11.2                   

 3. Thickness.   ASTM E 605 1704.11.3                   

 4. Density.   ASTM E 605 1704.11.4                   

 5. Bond strength.   ASTM E 736 1704.11.5                   
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 J. Exterior Insulation and 
Finish Systems (EIFS) 

   1704.12                   

 K. Special Cases    1704.13                   

 L. Smoke Control    1704.14                   

 

M. Special Inspections for 
Seismic Resistance 
Applicable to specific 
structures, systems, and 
components. 

       

 1. Structural steel.   AISC Seismic 1707.2                   

 2. Structural wood.    1707.3                   

 3. Cold-formed steel framing.    1707.4                   

 4. Storage racks and access 
floors. 

   1707.5                   

 5. Architectural components.    1707.6                   

 6. Mechanical and electrical 
components. 

   1707.7  260548 Review of PE stamped 
calculations during shop drawing 
phase. 

      

 7. Seismic isolation system.    1707.8                   

 

N. Structural Testing for 
Seismic Resistance 
Applicable to specific 
structures, systems, and 
components. 

       

 1. Testing and verification of 
masonry materials and 
assemblies. 

   1708.1                   

 2. Testing for seismic 
resistance. 

   1708.2                   

 3. Reinforcing and 
prestressing steel. 

  ACI 318 1708.3, 
1903.5.2 

                  

 4. Structural steel.   AISC Seismic 1708.4                   

 5. Mechanical and electrical 
equipment. 

   1708.5                   

 6. Seismically isolated 
structures. 

   1708.6, 1623.1                   
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 O. Structural Observations 
Applicable to specific 
structures. 

   1709.1                   
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NOTES:

1. FOR SYMBOLS AND ABBREVIATIONS, SEE DRAWING E-001.

2. FOR PANEL SCHEDULES, SEE DRAWINGS IN THE E500 SERIES.

3. REFER TO TELECOM DRAWINGS FOR EXACT LOCATION AND QUANTITY
OF TELECOM DEVICES.

4. REFER TO FIRE ALARM DRAWINGS FOR EXACT LOCATION AND
QUANTITY OF FIRE ALARM DEVICES.

5. REFER TO SECURITY DRAWINGS FOR EXACT LOCATION AND QUANTITY
OF SECURITY DEVICES.

6. REFER TO MECHANICAL AND PLUMBING DRAWINGS FOR EXACT
EQUIPMENT SIZE AND LOCATION.

KEY NOTES:

1 PROVIDE JUNCTION BOX  AND FINAL CONNECTION FOR FAUCET
TRANSFORMER. COORDINATE LOCATION WITH PLUMBING DRAWINGS.

2 PROVIDE JUNCTION BOX  AND FINAL CONNECTION FOR TOILET
TRANSFORMER. COORDINATE LOCATION WITH PLUMBING DRAWINGS.

3 PROVIDE JUNCTION BOX FOR URINAL TRANSFORMER. COORDINATE
LOCATION WITH PLUMBING DRAWINGS.

4

5 RECEPTACLES SHALL BE MOUNTED ON SECURITY RACK.

7. REFER TO DRAWING E-600-2 FOR FEEDER SIZES OF MECHANICAL
EQUIPMENT. (TYPICAL)

6 ALL MECHANICAL/PLUMBING EQUIPMENT VFD'S, MOTOR, STARTERS,
CONTROL PANELS SHALL BE FURNISH BY RESPECTIVE TRADE AND
WIRED BY ELECTRICAL CONTRACTOR.

7 ELECTRICAL CONTRACTOR IS RESPONSIBLE FOR PROVIDING A SINGLE
POINT OF CONNECTION TO EQUIPMENT. ALL REMAINING WIRING
DOWNSTREAM OF A SINGLE POINT OF CONNECTION SHALL BE FURNISH
AND INSTALL BY OTHERS.

8 ALL ELECTRICAL PANELS LOCATED WITHIN THE MECHANICAL ROOMS
SHALL BE PROVIDED WITH THE CODE REQUIRED CLEARANCES.
ELECTRICAL CONTRACTOR SHALL COORDINATE FINAL LAYOUTS WITH
MECHANICAL AND PLUMBING CONTRACTORS PRIOR TO ROUGH IN.
ABSOLUTELY NO PIPING, DUCT  OR OTHER SYSTEMS FOREIGN TO
ELECTRICAL INSTALLATION ARE ALLOW ABOVE PANELS.

9 COORDINATE LOCATION OF DISCONNECT SWITCHES WITH MECH.
CONTRACTOR TO  KEEP N.E.C. CLEARANCES AS REQUIRED.
DISCONNECTS SHALL BE INSTALLED IN AN ACCESSIBLE LOCATION

8. ALL RECEPTACLES LOCATED WITHIN SIX FEET OF A SINK SHALL BE OF
THE GFI TYPE.

9. ALL JUNCTION BOXES FOR FIRE SMOKE DAMPERS (FSD) SHALL BE
CIRCUITED FROM 120V LIFE SAFETY PANEL LP-LS_A2. CONNECTION OF
MOTORIZED DAMPERS SHALL NOT EXCEED 4 PER CIRCUIT

PROVIDE 1-20A DEDICATED CIRCUIT TO THE NEAREST CRITICAL PANEL
(LP-CR) FOR EACH JUNCTION BOX SERVING INTRUSION DETECTION,
PAS TRANSPONDER, ACCESS CONTROL, AND CCTV. SEE SECURITY
DRAWINGS FOR EXACT LOCATIONS AND EQUIPMENT INFORMATION.

10. ALL PREWIRED FURNITURE FEEDS SHALL BE COORDINATED WITH THE
FINAL APPROVED FURNITURE SHOP DRAWINGS PRIOR TO ROUGH IN.
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NOTES:

1. FOR SYMBOLS AND ABBREVIATIONS, SEE DRAWING E-001.

2. FOR PANEL SCHEDULES, SEE DRAWINGS IN THE E500 SERIES.

3. REFER TO TELECOM DRAWINGS FOR EXACT LOCATION AND QUANTITY
OF TELECOM DEVICES.

4. REFER TO FIRE ALARM DRAWINGS FOR EXACT LOCATION AND
QUANTITY OF FIRE ALARM DEVICES.

5. REFER TO SECURITY DRAWINGS FOR EXACT LOCATION AND QUANTITY
OF SECURITY DEVICES.

6. REFER TO MECHANICAL AND PLUMBING DRAWINGS FOR EXACT
EQUIPMENT SIZE AND LOCATION.

KEY NOTES:

1 PROVIDE JUNCTION BOX AND FINAL CONNECTION  FOR FAUCET
TRANSFORMER. COORDINATE LOCATION WITH PLUMBING DRAWINGS.

2 PROVIDE JUNCTION BOX AND FINAL CONNECTION  FOR TOILET
TRANSFORMER. COORDINATE LOCATION WITH PLUMBING DRAWINGS.

3 PROVIDE JUNCTION BOX FOR URINAL TRANSFORMER. COORDINATE
LOCATION WITH PLUMBING DRAWINGS.

9. PROVIDE ONE (1) GFI RECEPTACLE PER BATHROOM MOUNTED AT 3'-6"
AFF.

7. REFER TO DRAWING E-600-2 FOR FEEDER SIZES OF MECHANICAL
EQUIPMENT. (TYPICAL)

8. ALL RECEPTACLES LOCATED WITHIN SIX FEET OF A SINK SHALL BE OF
THE GFI TYPE.

9. ALL JUNCTION BOXES FOR FIRE SMOKE DAMPERS (FSD) SHALL BE
CIRCUITED FROM 120V LIFE SAFETY PANEL LP-LS_A2. CONNECTION OF
MOTORIZED DAMPERS SHALL NOT EXCEED 4 PER CIRCUIT

10. ALL PREWIRED FURNITURE FEEDS SHALL BE COORDINATED WITH THE
FINAL APPROVED FURNITURE SHOP DRAWINGS PRIOR TO ROUGH IN.

4 PROVIDE JUNCTION BOX FOR TRAP PRIMER. COORDINATE LOCATION
WITH PLUMBING DRAWINGS.

RECEPTACLES SHALL BE MOUNTED ON CABLE TRAY ABOVE THE DATA
RACKS.

PROVIDE 30A,1P  NEMA L5-30R TWISTLOCK RECEPTACLE WITH 2#10 &
1#10G-3/4"C.

5
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