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STATE OF NEW YORK 
OFFICE OF GENERAL SERVICES 

DESIGN AND CONSTRUCTION GROUP 
THE GOVERNOR NELSON A. ROCKEFELLER 

EMPIRE STATE PLAZA 
ALBANY, NY  12242 

 

 
ADDENDUM NO. 2 TO PROJECT NO. 44601 

 
CONSTRUCTION WORK, HVAC WORK, PLUMBING WORK, ELECTRICAL WORK 

CONDTRUCT NEW TRAINING BUILDING 
UPSTATE CORRECTIONAL FACILITY 

309 BARE HILL ROAD 
MALONE, NY 

August 6, 2015 
 
NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 
 
DRAWINGS 
 
1. Drawing No. C-004 – DEMOLITION PLAN 
 

ADD: TO Drawing Note “Begin removal of existing conduit “– BY ELECTRICAL 
CONTRACT 

 
 ADD: TO Drawing Note “Remove and dispose of existing wiring south of light. Existing conduit 

shall remain”  – BY ELECTRICAL CONTRACT 
 

CHANGE: Drawing Note FROM “Remove existing light pole and base and salvage for re-use on 
site (4) (Typ.)  

 
TO “Remove existing light pole, metal base, and salvage for re-use on site (4) 
(Typ.) - BY ELECTRICAL CONTRACT 

 
 ADD: TO the Drawing, drawing note for “C - Contract to remove the existing concrete light pole 

bases. (4) (Typ.).Coordinate with Electrical Contract. 
 
2.  Drawing No. A-600 –ENLARGED PLANS, INTERIOR ELEVATIONS & ROOM FINISH 

SCHEDULE, TOILET ACCESSORY LEGEND. 
 
 DELETE:  from  Drawing Note #16. Phenolic toilet partition system – ceiling hung partition. 
 
 ADD:  TO Drawing Note #16. Solid plastic toilet partition system – floor mounted / overhead 

braced. 
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3. Drawing No. A-600 – ENLARGED PLANS, INTERIOR ELEVATIONS & ROOM FINISH 

SCHEDULE, TOILET ACCESSORY LEGEND. 
 

ADD:  TO Drawing Note #18. ADA APPROVED STAINLESS STEEL SHOWER HEAD W/ 
HOSE AND REMOVEABLE HEAD – BY PLUMBING CONTRACTOR. 

 
ADD:  TO Drawing Note #19. SHOWER BASE – BY PLUMBING CONTRACTOR. 

 
ADD: TO Drawing Note #20. SHOWER WALL PANEL SYSTEM – BY PLUMBING    

CONTRACTOR. 
 
4. Drawing No. P-101 FIRST FLOOR PLUMBING PLAN, DETAIL #6. 
 
 CLARIFICATION: C CONTRACT is to furnish and install vapor barrier (as specified in C 

Contract). C CONTRACT is to seal around the pipe penetration through the vapor barrier per the 
vapor barrier manufacturer’s recommendations. C CONTRACT  is to seal around pipe 
penetrations though the concrete slab. 

 
5.  Drawing No. P-101 FIRST FLOOR PLUMBING PLAN. 
 
 CLARIFICATION:  ¾” RPZ BFP shown on P-101 is for the mechanical equipment and is also 

shown on drawing H-102, Detail #3. Pipe RPZ drain to the floor drain located between the 
boilers. RPZ to be furnished and installed by H – Contract. 

 
6. Drawing No. E-301 SITE PLAN 
 
 CHANGE: Drawing Note #8 to read “Disconnect, salvage, and relocate existing light pole and 

metal base. Coordinate exact relocation with C – Contractor.  
 
 ADD: TO Drawing Note #12: “Provide concrete base for light pole. Reference Detail #2 on 

Drawing E-401.” 
 
SPECIFICATIONS 
 
7. SECTION 072601 NON PERMEABLE GAS MEMBRANE, PART 2 PRODUCTS, 2.02 

MATERIALS. 
 
 ADD: ITEM D. Liquid Mastic: Vapor retarder manufacturer’s recommended liquid mastic such 

as W.R. Meadows Pointing Mastic or other approved mastic material. 
 
8. SECTION 265120 INTERIOR LED LIGHTING, PART 1 GENERAL, 1.04 WARRANTY: 
 
 CHANGE:  Paragraph A.2 to read:  Five year manufacturer’s warranty on LED lamps and driver 

resulting in a fixture lumen depreciation of 30% or greater. 
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9. SECTION 265160 EXTERIOR LED LIGHTING, PART 1 GENERAL, 1.05 WARRANTY: 
 
 CHANGE:  Paragraph A.2 to read:  Five year manufacturer’s warranty on LED lamps and driver 

resulting in a fixture lumen depreciation of 30% or greater. 
 

END OF ADDENDUM 
 
Margaret F. Larkin 
Executive Director 
Design and Construction 


