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STATE OF NEW YORK 

OFFICE OF GENERAL SERVICES 

DESIGN AND CONSTRUCTION GROUP 

THE GOVERNOR NELSON A. ROCKEFELLER 

EMPIRE STATE PLAZA 

ALBANY, NY  12242 

 

 

ADDENDUM NO. 2 TO PROJECT NO. 44610 

 

ELECTRICAL WORK 

UPGRADE ELECTRICAL SERVICE, BUILDING 8 

STATE OFFICE BUILDING CAMPUS 

1220 WASHINGTON AVENUE 

ALBANY, NY 

 

October 6, 2014 

 

NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 

 

SPECIFICATIONS 

 

1. Page 087100-8, Paragraphs 2.04 A. and B.:  Delete these Paragraphs in their entirety, and replace 

with the following 

“A. Group 1:  Install surface overhead stop; then install closer. 

1. Mortise Hinges:  3 ea – Stanley FBB199-US32D x 4-1/2-inch x 4-1/2-inch  x 

torx with center security pin x 630. 

2. Exit Devices  - Rim bolt type, heavy duty, stainless steel U.S.32D finish, ED 

5200S N955 (storeroom) Series provided with maximum security keying system 

as manufactured by Corbin Russwin or Sargent. 

3. Lock Cylinder:  1 ea - Compatible with specified lock above. 

4. Closer:  1 ea – LCN 4213 x SRI x thru-bolt x torx with center security pin x AL. 

See installation note. 

5. Kick Plate:  1 ea – Rockwood K1062 10 inch x 1-1/2 inch LDW x B4E x torx 

with center security pin x 630. 

6. Overhead Stop:  1 ea - Glynn Johnson 813S x thru-bolt x torx with center 

security pin x 630 x inactive leaf only.  See installation note. 

7. Threshold: 1 ea – National Guard Products 8425 x 5-inches wide, with thermal 

break. 

8. Weather Stripping Seals:  1 set – National Guard Products 160SA. 

 

“B. Group 2:  Install surface overhead stop; then install closer. 

1. Mortise Hinges:  3 ea – Stanley FBB199-US32D x 4-1/2-inch x 4-1.2-inch x torx 

with center security pin x 630. 

2. Exit Devices  - Rim bolt type, heavy duty, stainless steel U.S.32D finish, ED 

5200S N955 (storeroom) Series provided with maximum security keying system 

as manufactured by Corbin Russwin or Sargent. 

 

3. Mortise Lock Cylinder:  1 ea - Compatible with specified lock above. 
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4. Closer:  1 ea – LCN 4213 x SRI x thru-bolt x torx with center security pin x AL. 

See installation note. 

5. Kick Plate:  1 ea – Rockwood K1062 10 inch x 1-1/2 inch LDW x B4E x torx 

with center security pin x 630. 

6. Overhead Stop:  1 ea - Glynn Johnson 813S x thru-bolt x torx with center 

security pin x 630 x inactive leaf only.  See installation note. 

7. Smoke Seals:  1set – DHSI CNS105 x anti-ligature x dark brown.” 

 

2. Page 261330-6, Paragraph 2.02 B. (Cubicle 1):  Delete key interlock for duplex operation. 

 

3. Page 261330-6, Paragraph 2.02 B. (Cubicle 2):  Delete key interlock for duplex operation. 

 

4. Page 261330-6, Paragraph 2.02 B. (Cubicle 1):  Change “key interlock for switch and fuse door” 

to read “mechanical interlock for switch and fuse door”. 

 

5. Page 261330-6, Paragraph 2.02 B. (Cubicle 2):  Change “key interlock for switch and fuse door” 

to read “mechanical interlock for switch and fuse door”. 

 

DRAWINGS 

 

6. DRAWING No. E-100-2, KEYED NOTES, Note 5, Add the following to the end of the Note: 

“Field coordinate location of generator with Director’s Representative prior to delivery to site.  

The temporary generator cannot block deliveries or fill for underground fuel tank”. 

 

7. DRAWING No. E-103, KEYED NOTES, Note 13:  Add the following to the end of the Note: 

“Remove and replace nine bollards adjacent to exterior of louver”.  Contractor shall store louver 

during construction”. 

 

8. DRAWING No E-103, KEYED NOTES:  Add the following Note: 

“27 . Electrical Substation Room G75; “Provide laminated framed one line diagram of final 

system at location determined by Director’s Representative.  Director’s Representative 

will furnish hardcopy of final one line diagram following record drawing preparation”. 

 

9. DRAWING No.  E-601, EXISTING ONE LINE DIAGRAM:  At 115KV State Office Campus 

Substation, description for symbol 51 and 52 is not in symbol list on Drawing E-001. 

Designation 51 is for an overcurrent relay.  Designation 52 is for a circuit breaker.   

 

10. DRAWING No.  E-602 ONE LINE DIAGRAM-PHASE 1 WORK:  At 115KV State Office 

Campus Substation, description for symbol 51 and 52 is not in symbol list on Drawing E-001.  

Designation 51 is for an overcurrent relay.  Designation 52 is for a circuit breaker.   

 

11. DRAWING No. E-602, KEYED NOTES, Note 1; Add the following to the end of the Note: 

“Contractor shall provide fuel and maintain fuel supplies in tank of no less than half full at all 

times. The generator shall be manned with contractor personnel at Building 8 anytime the 

generator is running.  The contractor shall have 24 hour on call availability and be able to 

respond to the site within two hours when requested by Director’s Representative.  Responding 

personnel shall have ability and means to start generator, and operate equipment within main 

electric room to transfer load to the generator” 
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12. DRAWING No. E-603, ONE LINE DIAGRAM-PHASE 2 WORK:  At 115KV State Office 

Campus Substation, description for symbol 51 and 52 is not in symbol list on Drawing E-001.  

Designation 51 is for an overcurrent relay.  Designation 52 is for a circuit breaker.   

 

13. DRAWING No. E-604, ONE LINE DIAGRAM-PHASE 3 WORK:  At 115KV State Office 

Campus Substation, description for symbol 51 and 52 is not in symbol list on Drawing E-001.  

Designation 51 is for an overcurrent relay.  Designation 52 is for a circuit breaker.   

 

14. DRAWING No. E-605, ONE LINE DIAGRAM-PHASE 4 WORK:  At 115KV State Office 

Campus Substation, description for symbol 51 and 52 is not in symbol list on Drawing E-001.  

Designation 51 is for an overcurrent relay.  Designation 52 is for a circuit breaker.   

 

15. DRAWING No. E-606, ONE LINE DIAGRAM-PHASE 5 WORK:  At 115KV State Office 

Campus Substation, description for symbol 51 and 52 is not in symbol list on Drawing E-001.  

Designation 51 is for an overcurrent relay.  Designation 52 is for a circuit breaker.   

 

16. DRAWING No. E-606, ONE LINE DIAGRAM-PHASE 5 WORK: Add task 10 to Phase 5 Work 

Plan, “Remove temporary generator and cables.  GTB-1 and GTB-2 to remain”.  

 

17. DRAWING No. E-701, DOOR SCHEDULE:  Change Doors B8-101 and B8-102 from a “C” 

labeled door to an “A” labeled door. 

 

END OF ADDENDUM 

 

Margaret F. Larkin 

Executive Director 


