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DESIGN AND CONSTRUCTION GROUP 
THE GOVERNOR NELSON A. ROCKEFELLER 

EMPIRE STATE PLAZA 
ALBANY, NY  12242 

 

ADDENDUM NO. 3 TO PROJECT NO. 44698-E 

 

ELECTRICAL WORK 

REPLACE SWITCHGEAR AND EMERGENCY GENERATOR 

BUILDING NOS. 18 AND 43 

GREENE CORRECTIONAL FACILITY 

COUNTY ROUTE 9, COXSACKIE NY  

 

February 29, 2016 

 

NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 

 

DRAWINGS 

 

1. Drawing E-102 – FLOOR PLAN BUILDING NO. 18 & NO. 43 NEW WORK: 

a. Keyed Note #42:  Add the following to Note 43: 

"Disconnect and pull back all existing branch circuit wiring and protect during 

construction; reconnect existing branch circuits and connect new branch circuits to 

replacement panel LP-1." 

2. Drawing E-502 – DETAILS AND SCHEDULES: 

a. Detail 6 shall be replaced with new Detail 6 as attached to this Addendum. 

3. Drawing E-602 – TEMPORARY 15 KV ONE LINE DIAGRAM AND DETAILS: 

a. Detail 1 shows the One Line Diagram for Phases 1, 2, and 3. 

b. The 2500 KVA step up transformer shall have 480 volts primary (delta connection) and 

13200V/7,620V secondary (grounded-wye connection). 

4. Drawing E-603 – TEMPORARY 15 KV ONE LINE DIAGRAM AND DETAILS: 

a. Detail 1 shows the One Line Diagram for Phases 4, 5, and 6. 

b. The 2500 KVA step up transformer shall have 480 volts primary (delta connection) and 

13200V/7,620V secondary (grounded-wye connection). 
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SPECIFICATIONS 

 

 5. Page 262212-1, Add the following: 

a. “1.02 B 2.  For Transformers Rated over 75 KVA: Submit the product date, and quality 

control submittals preliminary data specified below all at the same time as a package.” 

b. “1.02 D 2:  Transformers Rated over 75 KVA: 

a. Preliminary Data:  Submit certified report of the Company’s standard tests for 

each type transformer. 

b. Final Approval:  After approval of preliminary data and after construction of 

transformers , make routine commercial NEMA tests at the factory on the actual 

transformers and submit certified test reports.” 

 

      6. Page 262212-2, Add the following: 

 a. “7.  Efficiency meeting DOE 2016 standards.” 

 

7. Section 263215 – Diesel Alternator Power System:  Article 2.03, Paragraph A.:  Add 

Subparagraph "10." as follows: 

"10. Provide (2) fuel supply pumps rated at 7 gpm, configure as redundant, lead-lag control.  

Provide (1) return fuel pump, rated at 10 gpm." 

8. Section 263633 – Generator Quick Connect Assemblies:  Article 3.01:  Add Paragraph "C." as 

follows: 

"C. Warning Signage: 

 1. Provide arc flash signage at each GQC per NFPA 70E requirements.  Include 

data from arc flash study, specific to each GQC." 

9. Section 265110 – Fluorescent Fixtures:  Article 2.02:  Delete Paragraph "B." in its entirety and 

replace with the following: 

"B. Type IX-1:  4 foot wet location, industrial surface mounted luminaire per Luminaire 

Schedule 2/E-503." 

 

END OF ADDENDUM 

Margaret F. Larkin 

Executive Director 

Design and Construction 



ahargrave
Rectangle

ahargrave
Snapshot


	Addendum 03
	SD-E002

