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STATE OF NEW YORK 

OFFICE OF GENERAL SERVICES 

DESIGN AND CONSTRUCTION GROUP 

THE GOVERNOR NELSON A. ROCKEFELLER 

EMPIRE STATE PLAZA 

ALBANY, NY  12242 

 

ADDENDUM No. 4 TO PROJECT 44926 

 

CONSTRUCTION WORK 

REPLACE ROOFING SYSTEMS BUILDINGS 9, 10, 11, 

ADMINISTRATION 4 & MESS HALL 1 

CLINTON CORRECTIONAL FACILITY 

ROUTE 374 COOK STREET 

DANNEMORA, NY 12929-2000 

March 20, 2015 

 

NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  Acknowledge 

receipt of this Addendum in the space provided on the Bid Form. 

 

PROJECT MANUAL 

  

075323 ADHERED EPDM ROOFING SYSTEM 

PART 2 PRODUCTS 

1. PAGE 075323 ARTICLE 2.02: 

E. Remove “approved 1/4 inch per foot”. Replace with “approved 1/8 inch per foot”. 

F. Remove “approved 1/2 inch per foot”. Replace with “approved 1/4 inch per foot”. 

G. Remove “approved 1/2 inch per foot”. Replace with “approved 1/4 inch per foot”. 

CONSTRUCTION DRAWINGS 

2. A-101: BUILDING 9 NOTES 

a. Note #5. Replace note with the following: 

“Remove entire length of gutters at both sides of the building and replace with new gutter system 

per detail 7/A-502. For bidding purposes estimate +/- 300’ length of gutter at each of 2 sides. 

Remove and replace 18 downspouts with new downspouts, per detail 7/ A-502, at existing 

locations. Tie into existing storm sewer drainage pipes.” 

b. Detail 1/A-101 BUILDING #9 ROOF PLAN: 

Replace gutter and downspout removal notes at each side of the plan with “Remove entire length of 

gutters at both sides of the building and replace with new gutter system per detail 7/A-502. For 

bidding purposes estimate +/- 300’ length of gutter at each of 2 sides. Remove and replace 18 

downspouts with new downspouts, per detail 7/ A-502, at existing locations. Tie into existing 

storm sewer drainage pipes”.  
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3. A-103: BUILDING 11 NOTES 

a. Note #2. Replace entire note with the following: 

“Remove entire length of gutters at both sides of the building and replace with new gutter system 

per detail 7/A-502. For bidding purposes estimate +/- 300’ length of gutter at each of 2 sides. 

Remove and replace 15 downspouts, per detail 7/ A-502, at existing locations. Tie into existing 

storm sewer drainage pipes”.  

b. Add the following notes: 

Note #7. Remove existing rubber roof system and insulation leaving the vapor retarder in place.  

Note #8. Repair existing vapor retarder and prepare for installation of new roof system.  

Note #9. Provide new roof system in compliance with manufacturer's 30 year warranty. 

c. Detail 1/A-103 BUILDING #11 ROOF PLAN: 

Replace gutter and downspout removal notes at each side of the plan with “Remove entire length 

of gutters at both sides of the building and replace with new gutter system per detail 7/A-502. For 

bidding purposes estimate +/- 300’ length of gutter at each of 2 sides. Remove and replace 15 

downspouts, per detail 7/ A-502, at existing locations. Tie into existing storm sewer drainage 

pipes”. 

4. A-501: ROOF DETAILS 

a. Detail 2/A-501: hatch pattern for 2” insulation is missing at left side. Provide two layers insulation 

  both sides per detail 1/A-503 Typical Construction Details.  

5. A-502: ROOF DETAILS  

a. Details 2, 3, 4 & 5 change “1/4” Coverboard” to “1/2” Coverboard”. 

6.  A-503: ROOF DETAILS  

a. Detail 5 change “1/4” Coverboard” to “1/2” Coverboard”. 

b. Details 2 & 3 add the note “Remove existing roof materials to curb” 
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Margaret F. Larkin 

Executive Director 

Design and Construction 


