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ADDENDUM NO. 3 TO PROJECT NO. 45076 
 

FIRE PROTEC TION WORK 
REHABILITATE FIRE ALARM SYSTEMS AND  

PROVIDE SUPPLEMENTAL SPRINKLER PROTECTION 
NYS ACADEMY OF FIRE SCIENCE 

600 COLLEGE AVENUE 
MONTOUR FALLS, NY 14865 

 
September 7, 2016 
 
NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 
 
SPECIFICATIONS 
 
1. Page 011000-3, Article 1.07  CONTRACTOR USE OF PREMISES:  Add the following 

Paragraph 
 “L. Remove furniture and portable equipment which interferes with the execution of the 

Work and store where directed.  Reset such items when directed.” 
 
2. Page 028213-1, Paragraph 1.01 C.:  Add the following Subparagraph 
 “4. Corridor work shall occur between the hours of 7 PM – 7 AM Monday-Friday or anytime 

Saturday and Sunday.  Corridors shall be free of work and accessible by the occupants 
during the hours of 7 AM -7 PM Monday-Friday.” 

 
3. Page 028213-4, Paragraph 1.08 C.:  Add the following Subparagraph 

 “3. Contractor shall provide the Director’s Representative a work plan two weeks in advance 
for review, approval and coordination. 

 
DRAWINGS 
 
4. Drawing Nos. FP-101, FP-102, FP-103, FP-104, FP-105, and FP-106, GENERAL NOTES: 

a. Note G:  Delete this Note in its entirety. 
b. Note H:  Delete this Note in its entirety and replace with the following to read as follows: 
 “H. ALL CONDUIT SHALL BE CONCEALED ABOVE EXISTING 

 ACCOUSTICAL CEILING TILE SYSTEMS WHERE PRESENT.  CEILING 
 MOUNTED DEVICES IN SAME AREA SHALL BE FLUSH  MOUNT.  FOR 
 AREAS WITH GYPSUM OR “HARD CEILINGS”, CONDUIT RACEWAY, 
 CIRCUITS AND DEVICES SHALL BE SURFACE MOUNTED.  FOR WALL 
 MOUNTED DEVICES, SURFACE MOUNT DEVICES, RACEWAY, AND 
 CIRCUITS.” 
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5. Drawing H-101: 
 a. Sheet Title:  Change “Basement and Ground Floor Fire Alarm Abatement Plans” to read

 “Ground Floor and First Floor Fire Alarm Abatement Plans” 
 b. NOTE:  Add the following Note: 
 “3. Asbestos containing materials is not present on the exposed spray-on fire 

proofing on the open ceiling area in the Compressor Room 644, Garage 645, 
Electrical Room 643, and Boiler Room 642.” 

 
6. Drawings FPD-101, FPD-102, FPD-103, FPD-104, FPD-105, and FPD-106, GENERAL NOTES, 

Note E:  Delete this Note in its entirety and replace with the following 
 “E. Asbestos containing materials are present in Buildings 1 and 2. Refer to Abatement 

Drawings H-101 and H-102 for further information.” 
 

7. Addendum Drawings: 
a. Addendum Drawing Nos. H-103 and FP-109 noted “ADDENDUM DRAWING 

09/07/16” accompany this Addendum and form part of the Contract Documents.  
 

END OF ADDENDUM 
 
Margaret F. Larkin 
Executive Director 
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DESIGN & CONSTRUCTION

301 Plainfield Road, Suite 180

Syracuse NY 13212 USA

GHD Consulting Services Inc.

GHD #86-18379

PARTIAL FIRST FLOOR
FIRE ALARM PLAN

SCALE: 1/16" = 1'-0"

WORK AREA

ADDENDUM GENERAL NOTES:

1. ACOUSTICAL CEILING TILE SYSTEMS IN THE FOLLOWING AREAS:
 LIBRARY
 VIDEO ROOM
 CORRIDORS

2. GYPSUM CEILING SYSTEMS IN THE FOLLOWING AREAS:
 MEN'S RESTROOM
 UTILITY ROOM
 JANITOR'S CLOSET
 CLOSET

FP-109
09/07/16

ADDENDUM DRAWING 09/07/16

AREA OF
REVISED WORK

GENERAL NOTES
1. IN THE HASHED AREA (MARKED
"AREA OF REVISED WORK") ROOMS
WITH HARD CEILINGS SHALL HAVE
THEIR RACEWAYS AND BOXES
INSTALLED CONCEALED/RECESSED
BY USE OF THE ACCESS PANELS
TO BE PROVIDED BY OTHERS.

COMMENCING IN THAT AREA.
2. THE WORK IN THE HASHED AREA
(MARKED "AREA OF REVISED
WORK") SHALL PHASED SUCH THAT
ALL OTHER FIRE ALARM WORK HAS
BEEN COMPLETED PRIOR TO
COMMENCING THE WORK OF THIS

AREA.
2. THE WORK SHOWN ON THIS
DRAWING, FOR THE HASHED AREA
(MARKED "AREA OF REVISED
WORK") SHALL SUPERSEDE THE
SAME AREA ON FP-102.

REVISED CEILING TYPES
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301 Plainfield Road, Suite 180

Syracuse NY 13212 USA

GHD Consulting Services Inc.

GHD #86-18379

PARTIAL FIRST FLOOR
FIRE ALARM ABATEMENT PLAN

SCALE: 1/16" = 1'-0"

WORK AREA

H-103
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09/07/16

AREA OF REVISED
WORK

GENERAL NOTES
1. IN THE HASHED AREA (MARKED "AREA OF REVISED WORK") THE
HAZARDOUS MATERIALS SHALL BE ABATED BY OTHERS PRIOR TO
THE WORK OF THIS CONTRACT COMMENCING IN THAT AREA.
2. THE WORK IN THE HASHED AREA (MARKED "AREA OF REVISED
WORK") SHALL PHASED SUCH THAT ALL OTHER ABATEMENT WORK
HAS BEEN COMPLETED PRIOR TO COMMENCING THE WORK OF
THIS AREA.
2. THE WORK SHOWN ON THIS DRAWING, FOR THE HASHED AREA
(MARKED "AREA OF REVISED WORK") SHALL SUPERSEDE THE
SAME AREA ON H-101.
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