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STATE OF NEW YORK 

OFFICE OF GENERAL SERVICES 

DESIGN AND CONSTRUCTION GROUP 

THE GOVERNOR NELSON A. ROCKEFELLER 

EMPIRE STATE PLAZA 

ALBANY, NY  12242 

 

ADDENDUM NO. 1 TO PROJECT NO. 45093 

 

ELECTRICAL WORK 

REPLACE STANDBY GENERATORS & RELATED APPURTENANCES 

ALLEN RESIDENTIAL CENTER 

STATE ROUTE 10 

SOUTH KORTWRIGHT, NY 

 

February 12, 2015 

 

NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 

 

SPECIFICATIONS 

 

1. Page 015000-1, Paragraph 1.04 A:  Delete this Paragraph in its entirety 

 

2. Page 015000-6, Paragraph 1.13 B:  Delete this Paragraph in its entirety 

 

3. Page 263215-7, Paragraph 2.01 B:  Delete this Paragraph in its entirety and replace with the 

following: 

 

“B. Acceptable Companies:  Generac Power Corp.” 

 

DRAWINGS: 

 

4. Drawing Nos. G-001, ED-001, ED-002, ED-601, ED-602, and ED-603:   

a. Replace the word “DEMOLITION” with the word “REMOVAL” throughout the index 

of drawings and notes.  

b.  Remove the term “DEMOLITION” from the sheet titles and replace with the word 

“REMOVAL.” 

 

5. Drawing No. ED-001, REMOVAL CODED NOTES, Note 1.:  Delete this Note in its entirety 

and replace with the following: 

“1. DISCONNECT AND REMOVE 100 KW PAD MOUNTED GENERATOR. 

REMOVAL TO INCLUDE WIRING TO AUTOMATIC TRANSFER SWITCH AND 

DISPOSAL OF PAD MOUNTED GENERATOR AND 24 HOUR BELLY TANK. 

REMOVE CONDUIT STUB-UPS THRU CONCRETE PAD TO BELOW GROUND 

AND CAP. REMOVE AND LEGALLY DISPOSE OF 184”x102”x6” CONCRETE 

PAD. RESTORE GROUND TO MATCH SURROUNDING.” 
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6. Drawing No. ED-002, REMOVAL CODED NOTES, Note  6:   Delete this Note in its entirety 

and replace with the following: 

“6. DISCONNECT AND REMOVE 100 KW PAD MOUNTED GENERATOR. 

REMOVAL TO INCLUDE WIRING TO AUTOMATIC TRANSFER SWITCH AND 

DISPOSAL OF PAD MOUNTED GENERATOR AND 24 HOUR BELLY TANK. 

REMOVE CONDUIT STUB-UPS THRU CONCRETE PAD TO BELOW GROUND 

AND CAP. REMOVE AND LEGALLY DISPOSE OF 140”x60”x6” CONCRETE PAD. 

RESTORE GROUND TO MATCH SURROUNDING.” 

 

7. Drawing No. ED-002, REMOVAL CODED NOTES:  Add the following Note: 

a. “17. DISCONNECT AND REMOVE 50 KW PAD MOUNTED GENERATOR. 

REMOVAL TO INCLUDE WIRING TO AUTOMATIC TRANSFER SWITCH 

AND DISPOSAL OF PAD MOUNTED GENERATOR AND 24 HOUR BELLY 

TANK. REMOVE CONDUIT STUB-UPS THRU CONCRETE PAD TO 

BELOW GROUND AND CAP. REMOVE AND LEGALLY DISPOSE OF 

140”x110”x6” CONCRETE PAD. RESTORE GROUND TO MATCH 

SURROUNDING.”   

b. Change “Removal Coded Note 6” at generator next to building 22 to read “Removal 

Coded Note 17”. 

 

8. Drawing No. E-004, REMOVAL CODED NOTES, Note 18.; Delete this Note in its entirety and 

replace with the following: 

“18. PROVIDE PIPE BOLLARDS. REFER TO DETAIL 1 ON DRAWING E-502 FOR 

ADDITIONAL INFORMATION.” 

 

9. Drawing No. E-503, DETAIL 4.:  Change 7’-0” depth of pole dimension into the ground to read 

6’-0”. 

 

END OF ADDENDUM 

 

Margaret F. Larkin 

Executive Director 

Design and Construction 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 

 


