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STATE OF NEW YORK 
OFFICE OF GENERAL SERVICES 

DESIGN AND CONSTRUCTION GROUP 
THE GOVERNOR NELSON A. ROCKEFELLER 

EMPIRE STATE PLAZA 
ALBANY, NY  12242 

 

 
ADDENDUM NO. 6 TO PROJECT NO. 45124 

 
CONSTRUCTION WORK, HVAC WORK, PLUMBING WORK, AND ELECTRICAL WORK 

ABATE HAZARDOUS MATERIALS 
AND RENOVATE BUILDING NO. 4 

STATE OFFICE BUILDING CAMPUS 
1220 WASHINGTON AVENUE 

ALBANY, NY 
October 17, 2016 
 
NOTE: This Addendum forms a part of the Contract Documents.  Insert it in the Project Manual.  

Acknowledge receipt of this Addendum in the space provided on the Bid Form. 
 
COMMON DIVISION 1 DOCUMENTS 
 
1. SECTION 015123  CONSTRUCTION HEAT AND TEMPORARY HEAT:  Discard the Section 

bound in Project Manual and any previously issued revised section, and substitute the attached 
Section (Pages 015123-1 thru 015123-3) noted “REVISED 10/17/16”. 

 
COMMON G DRAWINGS 
 
2. Drawing No. G-001A, REFERENCE DRAWINGS:  Add the following Drawing to the List of 

Drawings:  59/5019. 
 
3. Reference Drawings: 
 a. Drawing No. 59/5019 accompanies this Addendum and is included for reference only. 
 

END OF ADDENDUM 
Margaret F. Larkin 
Executive Director 
Design and Construction 
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SECTION 015123 
 

CONSTRUCTION HEAT AND TEMPORARY HEAT 
 
 
PART 1   GENERAL 
 
1.01 TEMPORARY HEAT - BUILDING ENCLOSED 
 

A. Construction Work Contract: 
1. Provide temporary weather tight closures whenever and wherever wall 

or roof are not enclosed. 
2. Temporary heat shall be provided under the Construction Work Contract 

for all Contracts related to the Project.  
3. Provide temporary heat for 24hrs per day starting on January 1, 2017 and 

ending on April 15, 2018.  The temporary heat shall be evenly 
distributed throughout the building.  Coordinate and modify the 
temporary heating system so as not to impact the activities of the other 
contracts related to the project.   
a. The actual number of days required for temporary heat shall be 

as determined by the Director’s Representative.   
b. In the event such determination results in more or less than the 

specified time period, the contract sum will be adjusted by Order 
on Contract.   

4. The temporary heating system shall utilize the building service utilities 
(i.e. Campus steam, condensate and power).  The Contractor will not be 
allowed to provide fuel sources which are not supplied by the Campus. 
a. Coordinate the shutdowns with all contractors including 

asbestos abatement activities. 
5. The contractor shall complete the work associated with the steam to hot 

water heat exchangers, heating hot water pumps and heating hot water 
piping as required for use during the period of temporary heat for each 
floor including penthouse.  The contract to include valves on each floor 
for temporary heating system connections.  Provide temporary piping 
connecting to the valves identified and provide distribution to and from 
those valves.  Select and locate temporary hot water heaters as required 
to meet the performance requirements specified for the temporary 
heating system.  Provide temporary electrical connections by a Licensed 
Electrician.  

6. Temporary heat system shall consist of, but is not limited to, the 
following:   
a. Furnishing and operating a sufficient number of temporary 

heating units to maintain required temperatures. 
b. Do not use electric heaters. 
c. Maintaining building temperature between 45 and 55 degrees F, 

unless higher temperatures are required for the installation of 
specified materials. 

d. Moving, relocating, and adjusting heating units as required or 
directed, to protect the Work of all Contracts. 
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7. Provide Temperature and Recording as follows: 
a. Provide and maintain eight inch scale direct reading 

thermometers as directed.  Provide (4) thermometers on each 
floor (ground through sixth) plus one in the penthouse.  
Coordinate exact locations with the Director’s Representative. 

b. Provide seven day, self contained recording thermometers, for 
the purpose of recording air temperatures in the building.  
Provide (2) per floor (ground through sixth, one on east end and 
one on west end) plus one in penthouse. Coordinate exact 
locations with the Director’s Representative. 

c. Thermometers shall be Bacharach Instrument Co. Code No. 14-
1010. 

d. Charts:  Furnish and deliver to the Director’s Representative at 
the site, a supply of charts and ink, in quantity as required for 
the duration of temporary heat.  Furnish charts of the 24 hour 
type, designed for working temperatures from -30 degrees F to 
+120 degrees F. 

e. The Director’s Representative will maintain operation of the 
thermometers. 

f. Recording thermometers and charts shall become the property of 
f. the State. 

 
1.02 RESPONSIBILITY 
 
 A. Construction Work Contract: 
  1. Assume responsibility for damage due to frost and freezing during the 

period when temporary heat is required to be provided.  Repair damage 
due to improper equipment, such as stains, smudges, soot or fire. 

 
 B. All Contracts: 
  1. Progress the Work so that temporary heat can be provided as and when 

specified, and directed. 
 
1.03 TEMPORARY HEAT - OPERATION BY STATE PERSONNEL 
 
 A. When, in the opinion of the Director’s Representative, the permanent heating 

system is completed, the Director’s Representative will arrange for operation of 
the heating system in accordance with the provisions of Article 20 of the General 
Conditions concerning State occupation and operation.  At such time, Contractor 
will be relieved of responsibility for temporary heat. Disconnect all systems and 
remove from site upon direction from Director’s Representative.  

 
B. Waiver of Submittals:  The "Waiver of Certain Submittal Requirements" in 

Section 01330 does not apply to this Section. 
 
 C. Submittals Package:  Submit the shop drawings, product data, and quality control 

submittals specified below at the same time as a package. 
 
 D. Shop Drawings - NYS PE reviewed and stamped drawings: 
  1. Show installation details. 

 



  REVISED 10/17/16 

Updated 06/29/2016 
Printed 10/17/2016 015123 - 3 Project Nos. 45124-C,H,P,E 

E. Product Data: 
  1. Catalog sheets, specifications, and installation instructions. 

2. Name, address, and telephone number of nearest fully equipped service 
organization. 

 
 
PART 2   PRODUCTS (Not Used) 
 
 
PART 3   EXECUTION (Not Used) 
 

END OF SECTION 
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