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ELECTRICAL WORK
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WENDE CORRECTIONAL FACILITY
3040 WENDE ROAD
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March 7, 2014

NOTE: This Addendum forms a part of the Contract Documents. Insert it in the Project Manual.
Acknowledge receipt of this Addendum in the space provided on the Bid Form.

SPECIFICATIONS
1. Page 095323-1, Change Part 1.01, Subparagraph B. to Read:

“B. Provide removable ceiling panels for each high security dome light and 110 additional
removable ceiling panels for replacement of damaged panels during construction. Turn over
unused panels to facility.”.

2. Page 095323-2, Delete Part 1.06, Subparagraph A. in its Entirety.
3. Page 260532-6, Change Part 3.03, Subparagraph C.1. to Read:

“1. Use for nurse call and low voltage cabling above metal security and non-removable
ceilings as indicated on drawings.".

4. Page 275223-1, Change Part 1.01, Subparagraph, C.1.a. to Read:
“a. High Security Patient Bedside Stations (Single): By pressing call cord button at the station.".
DRAWINGS

5. Drawing No. ED-101, “ADDENDUM No. 1, 2/28/14” ADD ELECTRICAL GENERAL
REMOVAL NOTES, No. “D. Coordinate with directors representative to verify patient rooms
will be disinfected prior to commencing the work and be included in the over all construction
schedule.” And change the existing No. D. to read No. E.

6. Drawings ED-104 - thru ED-108, and E-103, “ADDENDUM No. 1, 2/28/14” all shower station
subscripts have been changed from “S” to "SH" (Typical).

7. Drawing E-601, “ADDENDUM No. 1, 2/28/14” Typical Nurse Call Wiring Diagram Detail No.
1 and Typical Nurse Call Detail No. 2 revisions.
Updated 02/07/2008
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ADDENDUM NO. 1 TO PROJECT NO. M3036-E February 28, 2014

8. Drawings E-101 thru E-601, ED-101 thru ED-108, and E-REF-701 thru E-REF-704,
“ADDENDUM No. 1, 2/28/14, Which includes State of New York Licensed Professional
Engineering Stamp.”

END OF ADDENDUM

Margaret F. Larkin
Acting Executive Director

Created 05/19/2009
Edited and/or Printed 03/07/2014 Page 2 of 2 Project No. M3036-E



ELECTRICAL GENERAL REMOVAL NOTES

REMOVE ALL NURSE CALL DEVICES AND ASSOCIATED CABLING AS SHOWN
ON DRAWINGS. UNLESS OTHERWISE NOTED UNUSED EXISTING CONDUIT
SHALL BE ABANDONED IN PLACE AND LABELED AS "EXISTING NURSE
CALL CONDUIT — SPARE".

B. EXISTING NURSE CALL OUTLET BOXES AND ASSOCIATED CONCEALED RIGID

| CONDUIT BURIED IN WALLS AND FLOORS SHALL BE REUSED FOR NURSE NYS OFFICE OF GENERAL SERVICES
fﬁ CALL DEVICES AND CABLING. CONDUIT REQUIRING TO BE REWORKED
Y, BETWEEN EXISTING DEVICES AND DOME LIGHTS SHALL BE REMOVED. Semmg New YOTIQ
V7 C. COORDINATE AND PROVIDE A SCHEDULE INCLUDING BUT NOT LIMITED TO
= PHASING AND DURATION’S FOR THE REMOVALS AND INSTALLATION OF THE ANDREW M. CUOMO
F SYSTEM CABLING INFRASTRUCTURE AND DEVICES. NO WORK SHALL BEGIN Governor
— NURSE STATION UNTIL THE SCHEDULE HAS BEEN REVIEWED AND APPROVED BY THE
DS03 RECEPTION FLOOR PLAN - NURSE CALL HEAD END DIRECTOR'S REPRESENTATIVE. THE FIRST FLOOR AND DIALYSIS AREA ROANN M. DESTITO
NO NURSE CALL DEVICES ELECTRICAL ROOM 102 A WILL REQUIRE SECOND SHIFT WORK,

CONSULTANT

NORTH FLOOR PLAN - ED-102, E-102 COORDINATE WITH DIRECTORS REPRESENTATIVE TO VERIFY PATIENT ROOMS

WILL BE DISINFECTED PRIOR TO COMMENCING THE WORK AND BE

INCLUDED IN THE OVER ALL CONSTRUCTION SCHEDULE.

o=t STATION E. THE BUILDING WILL CONTINUE TO BE OCCUPIED WHERE EQUIPMENT WILL

BE REPLACED. COORDINATE WORK WITH DIRECTOR'S REPRESENTATIVE
FOR EACH AREA TO OBTAIN A GROUP OF FOUR ROOMS AT A TIME FOR
: A REPLACEMENT OF EQUIPMENT, THE EXISTING TO REMAIN NURSE CALL i
. [ ; a = L : EQUIPMENT MUST BE MAINTAINED AND OPERATIONAL DURING THIS ENGINEERING P.C.
1= ! REPLACEMENT PERIOD, EXCEPT FOR THE FOUR ROOMS BEING RENOVATED,
AT THE END OF THE SCHEDULED SHIFT THE GROUP OF ROOMS AND _MECHANICALELECTRICAL
AREA OF WORK MUST BE OPERATIONAL AND AVAILABLE TO THE FACILITY. e sone T

7 ELECTRICAL GENERAL NOTES

/1 A. ALL CIRCUITING SHALL BE CONCEALED (EXCEPT IN BOILER ROOMS,
ELECTRICAL AND MECHANICAL ROOMS). WHERE CONCEALMENT OF
CIRCUITING IS IMPOSSIBLE, RIGID, GALVANIZED STEEL CONDUIT
SHALL BE EXPOSED WHERE APPROVED BY THE DIRECTOR'S
REPRESENTATIVE,

B. UNLESS OTHERWISE NOTED, EXISTING NURSE CALL OUTLET BOXES AND
CONCEALED RIGID, GALVANIZED STEEL CONDUIT BURIED IN WALLS AND
FLOORS SHALL BE REUSED FOR NURSE CALL DEVICES AND CABLING.
MODIFY TO EXTEND CONDUIT AND PROVIDE JUNCTION BOXES TO
REROUTE CABLING TO DEVICES. REFER TO DETAIL 1/E-601.

NORTH FLOOR PLAN — E-101 — NO REMOVAL WORK IN BASEMENT WH

SOUTH FLOOR PLAN — NO NURSE CALL DEVICES C. CIRCUITING TO DEVICES/EQUIPMENT SHALL BE 2 #12 WITH 1 #12
GROUND FOR EACH 20 AMPERE CIRCUIT UNLESS OTHERWISE NOTED
ALL CIRCUITS SHALL HAVE SEPARATE NEUTRALS THESE CIRCUITS
SHALL NOT SHARE NEUTRALS.

SOUTH FLOOR PLAN — NO NURSE CALL DEVICES

o o

o D. PROVIDE "THROUGH PENETRATION FIRE STOPPING” AT ALL PENETRATIONS
THROUGH FIRE RATED CONSTRUCTION. REFER TO DRAWINGS E-REF-701

AND E—REF-702 AS A REFERENCE ONLY FROM ORIGINAL 1995 39444
CONTRACT. WARNING:

THE ALTERATION OF THIS MATERIAL IN ANY WAY,
£, THE CONDUIT ROUTINGS INDICATED ARE DIAGRAMMATIC. WHILE UNLESS DONE UNDER THE DIRECTION OF A COMPARABLE

GENERAL REVIEW OF EXISTING OBSTRUCTIONS HAS BEEN INCORPORATED

INTO THESE DRAWINGS, THEY DO NOT INDICATE EXACT LOCATIONS OF Eﬁg;‘EESESRIO?SIE LI\E E?\JRC?::ETIEFE:TOEOTASSS@ESEHITAERCCTI:HTECT
PIPING & DUCTWORK NOR EVERY OFFSET, CHANGE IN ELEVATION, OR FOR A LANDSCAPE ARCHITECT. IS A VIOLATION OF THE

OTHER CONSIDERATION REQUIRED TO SUCCESSFULLY COMPLETE THE NEW YORK STATE EDUCATION LAW AND/OR REGULATIONS
WORK. FIELD COORDINATE THE FINAL LOCATIONS OF ALL WORK AND IS A CLASS ‘A’ MISDEMEANOR.

- SHADING INDICATES AREA OF WORK PRIOR TO INSTALLATION.

UNLESS OTHERWISE NOTED. F. PATCH EXISTING CONSTRUCTION AND FINISHES DAMAGED OR LEFT
INCOMPLETE DUE TO ALTERATIONS AND REMOVALS. PATCHING, EXCEPT
AS OTHERWISE INDICATED SHALL BE LIMITED TO THE AREAS WHICH
HAVE BEEN CUT OR ALTERED. FINISH PATCHING SURFACES TO MATCH
EXISTING SURFACES.

WORKSTATION ————
LOCATION 152A
NURSING DIRECTOR

- SHADING INDICATES AREA OF WORK
UNLESS OTHERWISE NOTED.

G. PERFORM PATCHING AROUND ITEMS PENETRATING EXISTING CONSTRUCTION

AND/OR OPENINGS LEFT INCOMPLETE FROM REMOVALS IN A MANNER THAT
: WILL MAINTAIN FIRE RESISTIVE CAPABILITY OF THE EXISTING CONSTRUCTION.,
ELECTRICAL COORDINATE WITH DIRECTOR’S REPRESENTATIVE FOR FINAL FINISHES TO
ROOM 149B MATCH ADJACENT SURFACES.

H, PAINT PATCHED AREAS, COVER PLATES AND EXPOSED CONDUIT TO MATCH
EXISTING ADJACENT SURFACE USING TYPE OF PAINT AS SPECIFIED, UNLESS
OTHERWISE INDICATED BY DIRECTOR'S REPRESENTATIVE,

BASEMENT PLAN FIRST FLOOR PLAN

SCALE: 1" = 300" SCALE: 1" = 30"-0"

PROVIDE TYPE 6 SECURITY CAULK (JOINT SEALANT) TO THE PERIMETER
JOINT OF DEVICE PLATES AT THE WALLS. PROVIDE SAMPLE SEALANT
APPLICATION PRE- APPROVAL FROM DIRECTOR’S REPRESENTATIVE
PRIOR TO FINAL APPLICATION.

cLe CTRICAL
J.  ACCESS IS AVAILABLE VIA PIPE CHASES TO ABOVE PATIENT ROOM

STRUCTURAL CEILING. STEEL ACCESS DOORS AND REMOVABLE TILES
EXIST THROUGHOUT FOR ACCESS TO ABOVE THE CEILING IN THE REPLACE NURSE CALL SYSTEM
REMAINING AREAS. LIGHTING FIXTURES MAY ALSO BE REMOVED FOR RMU BUILDING 37
ADDITIONAL ACCESS, THESE FIXTURES WILL HAVE TO BE FIELD VERIFIED,
NOT ALL FIXTURES ARE REMOVABLE. REFER TO 1995 CONTRACT 39444
REFLECTED CEILING PLANS, E—REF—703 AND E—REF-704, DRAWINGS LOCATION:

NURSE CALL HEAD END NURSE CALL HEAD END ARE FOR REFERENCE ONLY AND FOR APPROXIMATE LOCATIONS OF EQUIPMENT. WENDE CORRECTIONAL FACILITY

gl(_)%CTRICAL ROOM NURSE STATION EbgggglgAL ROOM 3040 WENDE ROAD

212 ALDEN, NY

ke R\ : — el G NURSE CALL SYSTEM

CLIENT:

DEPARTMENT OF CORRECTIONS
AND COMMUNITY SURERVISION

|
= | : SYMBOL DESCRIPTION

NURSE STATION
450/350 i~ NURSE_CALL STATION, SUBSCRIPT
M INDICATES TYPE:

C - CODE BLUE STATION
EM - EMERGENCY STATION
M - MASTER
P1 - SINGLE PATIENT BED STATION
. D - DUTY STATION
S - STAFF STATION
SH- SHOWER STATION
T- TOILET STATION

NURSE CALL SYSTEM DOME LIGHT

Z - INDICATES ZONE LAMP, PROVIDE

D REPLACMENT METAL CEILING PANELS TO
74 ACCOMIDATE DOME LIGHTS.

i

1= Wy
L
[

=T

=5

v TWO (2) DATA QUTLETS IN A SINGLE GANG
BOX AND COVERPLATE. PROVIDE 1" CONDUIT

STUBBED TO "J" HOOKS AND TWO (2) CAT 6

o oAX @l | SOUTH FLOOR PLAN — ED-104/E-104

 E— " i
— mNURSE STATION
—

- - - - - CABLE TERMINATIONS/TESTING AT EACH END.
SOUTH FLOOR PLAN ED-106, E-106/ED-108, E-108 COORDINATE WITH MANUFACTURER FOR FINAL

CONNECTION TYPE FOR NURSE CALL
EQUIPMENT,

247

02/28/2014 ADDENDUM No. 1

NURSE CALL CONTROL PANEL

02/03/2014 BID DOCUMENTS

ELECTRICAL SYMBOLS LIST MARK DATE DESCRIPTION
BASIC MATERIALS AND METHODS

SYMBOL DESCRIPTION ZE?A\:BEE%T M3036 T E

HOME RUN TO PANELBOARD. LETTERS/ DESIGNED BY: SEM

NUMBERS INDICATE PANEL. NUMBERS

- SHADING INDICATES AREA OF WORK INDICATE CIRCUITS, NUMBER OF ARROWS DRAWN BY: KDK

UNLESS OTHERWISE NOTED. /—\ EQUALS NUMBER OF CIRCUITS. CIRCUIT
LP-10: *

- SHADING INDICATES AREA OF WORK
UNLESS OTHERWISE NOTED.

SHALL BE 2-#*12, 1-*12EG FROM 20A-1P FIELD CHECK:
= CIRCUIT BREAKER, UNLESS NOTED OTHERWISE.
: ‘ ‘ BRANCH CIRCUIT WIRING SIZE AND NUMBER APPROVED:

J TO MATCH HOMERUN. REFER TO SPEC'S

FOR RACEWAY TYPE. SHEET TITLE:

I e EXISTING 208/120 VOLT PANELBOARD REMOVAL KEY PLANS

] DOUBLE DUPLEX RECEPTACLE AND

- - EXISTING ELECTRICAL EQUIPMENT OR DEVICE, FLECTRICAL SYMBOLS

Cboyd DASHED LIGHT IS EXISTING TO BE REMOVED.

SECOND FLOOR PLAN FOURTH FLOOR PLAN

EXISTING WIRING OR EQUIPMENT, SOLID LIGHT IS
(] © EXISTING TO REMAN OR EXISTING TO BE DRAWING NUMBER:

NOTE: THIRD FLOOR SAME AS FOURTH FLOOR. RELOCATED.
tD—101

SCALE: 1" = 30'-0" SCALE: 1" = 30-0"

1 @ HEAVY SOLID IS NEW
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