STATE OF NEW YORK
OFFICE OF GENERAL SERVICES
DESIGN AND CONSTRUCTION GRroOUP
THE GOVERNOR NELSON A. ROCKEFELLER
- EMPIRE STATE PLAZA
4
Serving New York ALBANY,NY 12242

NYS OFFice oF GENERAL SERVICES

ADDENDUM NO. 1 TO PROJECT NO. Q1553

CONSTRUCTION WORK, HVAC WORK & ELECTRIC WORK
CONVERT BLDG 156 TO COOLER SPACE
MOHAWK CORRECTIONAL F ACILITY
6514 ROUTE 26
ROME, NEW YORK 13440

July 30, 2013

NOTE: This Addendum forms a part of the Contract Documents. Insert it in the Project Manual.
Acknowledge receipt of this Addendum in the space provided on the Bid Form.

CONSTRUCTION WORK
CONSTRUCTION DRAWINGS:

Replace Drawing A-010 with the revised Drawing A-010, attached.
Replace Drawing A-101 with the revised Drawing A-101, attached.
HVAC WORK

HVAC DRAWINGS:
Replace Drawing m-102 with the revised Drawing A-010, attached.

END OF ADDENDUM

James Dirolf, P.E.
Director of Design

-Edited and/or Printed 07/30/2013 Page 1 of 1 Project No. Q1553CEH
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REFERENCE NOTES:
(1) REFER TO ARCHITECTURAL DRAWINGS FOR DETAIL OF REFRIGERANT LINES THROUGH INSULATED
PANEL AND EXTERIOR WALL. CAULKING, SEALING AND/OR FIRESTOPPING BY CONSTRUCTION
CONTRACTOR.
(2) REFER TO ARCHITECTURAL DRAWING FOR DETAIL OF SUPPORTS FOR E—1 THROUGH E-6.
SUPPORTS SHALL BE PROVIDED BY CONSTRUCTION CONTRACTOR. E—7 AND E—8 SHALL BE
DIRECTLY MOUNTED TO THE CEILING BY THE MECHANICAL CONTRACTOR. E—9 AND E—10 SHALL
BE INSTALLED BY THE CONSTRUCTION CONTRACTOR. COORDINATE FOR INSTALLATION.
(3) ALL COMPRESSOR & CONDENSING UNITS (CC—1) SHALL BE MOUNTED ON A REINFORCED
CONCRETE PAD. PAD SHALL EXTEND 6” BEYOND EQUIPMENT PERIMETER, COORDINATE WITH
CONSTRUCTION CONTRACT, PAD SHALL BE BY CONSTRUCTION CONTRACT.
(4) REFRIGERANT LINES SHALL BE SUPPORTED USING KINDORF AND KINDORF CLAMPS OR EQUAL.
(5) ALL CONDENSATE DRAIN LINES SHALL BE TERMINATED WITHIN 8” OF GRADE. CONDENSATE LINES A | 0729713 | REVISION-
SHALL BE HEAT TRACED BY MECHANICAL CONTRACT TO THE END OF THE PIPE. ELECTRICAL 06/11/2015 | RE-BID SUBMISSION
CONTRACT SHALL PROVIDE POWER TO HEAT TRACE CONTROLLER. MARK DATE DESCRIPTION
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(6) ATTACH THERMOSTAT TO UNDERSIDE OF CEILING. RUN CONTROL WIRING IN RIGID CONDUIT.
ATTACH THERMOSTAT TO WALL AT 4’ HIGH.

@ INSTALL ELECTRIC HEATER REMOVED AND STORED IN LOCATION AS DIRECTED, SEE M—101.
ELECTRICAL POWER SHALL BE BY ELECTRICAL CONTRACT. INSTALL BEFORE OCTOBER 15TH.

FIELD CHECK: JKE/JH

APPROVED: JE
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